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September 4, 1990

[ Fire. Ord 1

ORDINANCE ~LIO
AN ORDINANCE relating to and regulating f ire and explosion

hazards; adopting by reference the Uniform Fire Code, 1988

Edition, and the 1988 Unif orm Fire Code Standards; and

repealing Seattle Municipal Code Chapter 22.600 and Section

22.604.010, and Ordinances 114328 and 114329.

BE IT ORDAINED BY THE CITY OF SEATTLE AS FOLLOWS:

Section 1. Chapter 22.600 and Section 22.604.010 of the

Seattle Municipal Code and Ordinance 114328, entitled:

"AN ORDINANCE relating to and regulating f ire and explosion

hazards; adopting by reference the Uniform Fire Code, 1985

Edition, and the 1985 Uniform Fire Code Standards, and

repealing Seattle Municipal Code Chapter 22.600 and Section

22.604.010, and Ordinances 110299, 110871, 111001, 111221

and 111656.11 and Ordinance 114329, entitled:

"AN ORDINANCE relating to and regulating fire and explosion

hazards; and amending the Uniform Fire Code, 1985 Edition

as adopted by reference by Ordinance 114328."

1

are hereby repealed; provided, that permits, notices and orders

issued thereunder shall remain valid until expiration,

22 completion and supersession by action under this ordinance; and

23 provided further that the Fire chief is authorized to apply

24

25

26

27

28

technical provisions of the repealed ordinances and Code

sections to inspections and Fire Code compliance, as an

alternative equivalent to the technical provisions of this

ordinance, until December 31, 1990. This repeal shall not

affect any pending prosecutions or enforcement actions.
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ISection 2. There is added to the, Seattle municipal Code a

10

22,600.010 TITLE

This subtitle shall be known as the Seattle Fire Code.

22.600.020 ADOPTION OF UNIFORM FIRE CODE.

The bniform Fire Code, 1988 Edition, with Appendices I-C,

Inew Chapter 22.600 as follows:

as amended, II-A, II-B, II-C, II-D, II-E, III-A, III-C, IV-

as amended, V-A, VI-A, VI-B, VI-C, VI-D and VI-E thereto,

the Uniform Fire Code Standards, 1988 Edition, both published

by the International Conference of Building Officials and

:Western Fire Chiefs Association, one copy of which is filed

12

lCode together with the City of Seattle amendments thereto, as

rith the City Comptroller (C.F. are adopted and by

.his reference made part of this subtitle. This Uniform Fire

15 ja~lopL-ed under separate ordinance and known as the Seattle

ire Code Supplement sha 11 be controlling over the Uniform

re Code.

22.600.030 FEES

the Seattle Municipal Code. Any person convicted of a

22.600.040 PENALTY

Conduct made unlawful by this subtitle constitutes a crime

ubject to the provisions of Chapters 12A.02 and 12A.04 of

iolation of this subtitle or an order of the Fire Chief may

21 Fees for permits, certificates, inspections plans review

22 and code alternates required by the Seattle Fire Code shall

23 e as established in Chapter 22.602 of the Seattle Municipal

24
ode.

the component parts of the Seattle Fire Codej the Seattle

Fire Code. In any case in which there is a conflict between

ire Code Supplement, shall constitute the official Seattle

9

I
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be punished by a fine of not mote than Five Hundred Dollars

00.00) or by imprisonment for no more than One Hundred

Eighty (180) days, or by both such fine and imprisonment.

day's violation constitutes a separate offense.

20

21

22

23

24

25

26

27

28

Section 3. SEVERABILITY. The several provisions of this

division, section or portion of this Ordinance, or the

nd the invalidity of any clause, sentence, paragraph, sub-

rdinanbe.are hereby declared to be separate and severable

circumstance shall not affect the validity of the remainder

invalidity of the application thereof to any person or

f this Ordinance, or the validity of its application to

other persons or circumstances.



Section 2.101.7 is amended to read as follows:

Responsibility for Enforcement

Sec. 2.101.7

7. The means and adequacy of each exit in the event of fire, from

factories, schools, hotels, lodging houses, asylums, hospitals, churches,

halls, theaters, amphitheaters and all other places in which people work, live

or congregate from time to time for any purpose.

Section 2.102 is replaced to read as follows:

RULES AND REGULATIONS

Sec. 2.102. (a) The Chief is authorized to make and enforce such rules and

regulations for the preveri'Jon and control of fires and fire hazards as may be

necessary from time to time to carry out the intent of this Code. Three

copies of such rules and reowlations, shall be filed with the City Comptroller.I

(b) Administrative rules of general applicability which require public

compliance and product approvals shall be published as provided for in

Ordinance 102228, as amended by Ordinance 107903.

(c) The Chief may publish: technical, advisory, and information material

not requiring general public com.,pliance, regulations applicable to an

individual permit issued under this Clode and 'regulations applicable to members

of the Fire Department in such form as he inay establish.



Replace Section 2.108 to read as fo ows:

2.108. LIABILITY FOR DAMAGES. (a) This ordinance is enacted as an exercise

of the police power of the City of Seattle to protect and preserve the public

peace, health, safety and welfare., and its provisions shall be liberally

construed for the accomplishment of these purposes.

(b) It is expressly the purpose of this ordinance to provide for and promote-

the health, safety and welfare of the general. public, and not to create or

otherwise establish or designate any particular class or group of persons who

will or should be especially protected or benefited by the terms of this

ordinance.

(c) It is the specific intent of this ordinance to place the obligation of

complying with its requirements upon the owner or occupier of premises within

its scope, and no provision of nor term used in this ordinance is intended to

impose any duty whatsoever upon the City or any of its officers or employees,

for whom the implementation or enforcement of this ordinance shall be

discretionary and not mandatory.

(d) Nothing contained in this ordinance is intended to be nor shall be

construed to create or form the basis for any liability on the part of the

City, or its officers, employees or agents, for any injury or damage resulting

from the failure of the owner- or occupier of premises to comply with the

provisions of this ordinance, or by reason or in consequence of any act or

omission in connection with the implementation or enforcement of this

ordinance on the part of the City by its officers, employees or agents.

(e) Limited public funds are available for the implementation and enforcement

of the codes adopted by this ordinance. Permit application reviews and

inspections conducted pursuant to this ordinance are spot checks designed to

foster and encourago compliance and are not guarantees or assurances that

permits or work undertaken pursuant to permit issuance complies with all

applicable codes.
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Sub-section 2.201 (b) is amended to read as follows:

(b) All buildings or structures which are structurally unsafe or not

provided with adequate egress, or which constitute a fire hazard, or are

otherwise dangerous to human life, or which in relation to existing use

constitute a hazard to safety or health, or public welfare, by reason of

inadequate mairn'~-.Pnance, dilapidation, obsolescence, fire hazard, disaster

damage or abandonment, as spelcified in this Code or other effective ordinances

are, for the purpose of this section, unsafe buildings. All such unsafe

buildings are hereby declared to be public nuisances and shall be brought into

coR~pliance as required by Ordinance, by the owner, upon notice from the Chief.

Sub-sections (c), (d), (e), (f), (g) and (h) are added to

Section 2.201 to read as follows:

Whenever the Chief determines that a building is unsafe he shall:

Order such corrections as are necessary.

Provide an information copy of such order to the Building

Official.

(d) When the Chief determines that an unsafe building should be posted to

prohibit entry or continued use, he shall post a notice on the principal

entrance(s) of such build 4

ng, describing the unsafe condition(s). The owner
I

of a building so posted shall prohibit continued use of the premises. Only

the Chief shall remove a notice posted under this Code.

(e) The Chief shall also order the termination or restoration of utilities

and/or the temporary closure of streets when such action is necessary to

reduce the life hazard or fire fighting hazard of an unsafe building.

M The Chief may seek an order of the court requiring vacation of an

unsafe building until corrections are made.

(g) The Chief shall seize and remove hazardous materials or take such other

action as may be necessary to correct an imminent hazard, when the owner fails

or is unable to effect immediate correction.

(h) Whenever in the opinion of the Chief, it is essential for public safety,

the Chief may order the owner or responsible party to establish additional

safeguards. Such safeguards may include use of standby fire fighters, standby

paramedics, special inspectors, additional fire protection equipment and

similar measures.

Such irdividuals shall be on duty at such times as the Chief may require and

shall: be subject to the orders of the Chief. Such individuals shall inspect

the required fire appliances provided to see that they are in proper place and

in good working order, and shall keep diligent watch for fires during the time

suCh place is occupied ard take prompt measures for extinguishment of fires

that may occur. Such individuals shall not be required or permitted, while on

duty, to perform any other duties than those herein specified.

The Chief may order Fire Department personnel to duty if the owner or

responsible party refuses or is unable to establish additional safeguards when

directed by the Chief. The Chief shall issue an invoice to the owner to

recover actual costs for labor. Labor costs shall be based on the rates of

pay as determined by the collective bargaining agreement adopted by ordinance.

4a



Sub-section 2.204 (e) is added to read as follows:

(e) Ihe Chief may prohibit the use, display, or sale of any device, material,

thing or object which is designed to be used in such a manner as to violate any

provisions of this Code, or where L.he use or sale of such constitutes a distinct

hazard to life or property.

4b



Section 2.303 is replaced to read as follows:

APPEALS:

Sec. 2.303. Appeals from decisions or actions pertaining to the

administration and enforcement of this Code shall be addressed to the Fire

Chief. The appellant may request a review by three (3) or more members of the

Fire Prevention Code Advisory Board, convened by the Chairman of the Board.

The results of this appeal will be advisory only. Appeals from Administrative

Rules published under provisions of Ordinance 102228 shall be heard as

provided for in that Ordinance.



Section 2.305 is added to read as follows:

SPECIAL INSPECTIONS:

2.305 (a) The Chief is authorized to appoint qualified persons or agencies

having special technical skills as special inspectors or plan reviewers and

acre,pt tneir inspection, plan review and evaluation of specialized fire

protection equipment.

(b) The Chief is authorized to accept inspections performed by other

jurisdictions and honor permits and certificates issued by other jurisdictions

for activities requlated by this Code, upon presentation to the Chief of

satisfactory evidence that such inspections, permits and certificates are

substantially in accord with the fire safety requirements of this Code.

Section 2.306 is added to read as follows:

Report of Fire Protection Impact

Sec. 2.306(a) At the time oif application for any Type 2, 3 or 4 Master Use

Permit as established in Chapter 23.76 of the Seattle Municipal Code, the

Derpartillent of Construction and !-and Use shall forward a notice of the

application to the Chief of the Fire Department. The Department of

Can~ztruction and Land Use shall provide sufficient information to the Chief

for consideration in completing t1le report of fire protection impacts for the

proposed project.

(b) The Chief shall have thirty days from the receipt of the permit

applicat-Aon to complete a report of fire protection impacts. Within 15 days,

the Chief shall indicate whether or not a fire impact mitigation report will

be prepared. If the report of fire protection impacts is not received by the

Depart-m-ent of Construction and Land Use within thirty days, the Director of

the Department of Construction and Land Use shall assume that no mitigating

fire protection measures are required to issue the permit.

(c) When the mitigating measures identified in the report of fire protection

impacts are requirements of this Fire Code, the Director of the Department of

Construction and Land Use shall include the mitigating measures in the

decision and condition the permit to require review of construction drawings

by thp Chief. When the :mPosition of the mitigating measures will rely under

the authority of the Master Use Per;-flt, the Director shall give consideration

to the mitigation measures proposed by the Chief for inclusion as conditions.

(d) Appeals to the mitigatiiig measures identified in the report of fire

protection impacts imposed as a requirement of this Fire Code shall be in

arcordance with the provisions of Section 2.302. Appeals to mitigation

measures imposed under Master Use Perm.it authority shall be in accordance with

the Master Use Permit appeal -in SMC 23.76.
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Section 3.101 is amended as follows:

See. 3.101. Any person operating or maintaining any occupancy, premises or

vehicle subject to this Code who shall permit any fire hazard to exist on

premises under his control or who shall fail to take immediate action to abate

a fire hazard when ordered or notified to do so by the Chief or his duly

authorized representative, shall be guilty of a crime as provided for in

Chapter 12A of the SeaUle MUnicipal Code.

12a



Section 4.107 is amended to read as follows:

REVOCATION OF PERMITS AND CERTIFICATES

Sec. 4.107(a). The Fire Chief may revoke, suspend or refuse to renew

any permit or certificate upon evidence subinit-ted to him/her that

any permit condition has changed so that continued operation would

create an unwarranted safety risk. Such conditions include, but are

not limited to:

1. Use by a person other than the person to whom the permit

or certificate was issued.

2. Change of location from the location specified on the

permit.

3. Violation of any of the conditions and/or limitations

specified in the permit or certificate.

4. Permit holder's failure, refusal or neglect to comply with

any order or notice duly served upon him/her under the
I

provisions of this Code.

5. Any false statement or m,srepresentation of a material

fact in the application or plan speciffications on which

the granting of the permit or cerLificate was based.

A violation of this Code, including referenced standards,

when determined by the Chief.

The permit or certificate holder shall be notified in writing no

later than five (5) business days prior to the revocation, suspension or

refusal to renew such permit or certificate. The permit or certificate

holder may request in writing a hearing before the Chief for

reconsideration of the decision tuo revoke, suspend or deny renewal. The

request shall be filed with the Chief by Five O'clock (5:00 p.m.) of the

second business day following service of the notice. The hearing shall

be held no later than one (1) business day from receipt of a written

request. The Chief shall issue a final decision, in writing, sustaining,

modifying or withdra-wring the initial decision to revoke, suspend or

refusal to renew the certificate of registration no later than the next

business day follow~nq such hearing.

B. Emergency Revocations

The Fire Chief may revoke, suspend or refuse to renew a permit or

certificate in emergency situations when an imminent fire hazard exists,

Without providing prior notice to the permit or certificate holder. An

emergency situation will be declared where the Chief finds unforeseen

circumstances that call for immediate action and the failure to act may

cause imminent inljury, illness or harm to humans, domestic animals,

livestock, wildlife, or may be dangerous or injurious to the immediate

or neighboring property, lands, or premises.

Where such emergency is found to exist, all certificates and permits

shall be surrendered to the Chief or his/her authorized representative

upon demand. Those activities sanctioned by certificates and permits

will be suspended until the Chief finds the emergency no longer exists.

14a



Persons surrendering said certificates and/or permits may appeal the
Chief's action by filing a notice of appeal with the Chief by Five
O'clock (5:00 p.m.) of the next business day following such revocation.
The hearing shall be no later than one (1) working day from the receipt of
such written appeal.

The Chief shall issue a final decision in writing, sustaining, modifying
or withdrawing the initial decision to revoke the certificate or permit
no later than the next business day following such hearing.

14b



Section 4.108, Ist paragraph, is revised to read as follows:

PERMITS REQUIRED

Sec. 4.108. It shall be unlawful for any person, firm or corporation to use
a building or premises or engage in any activities for which a permit is

required by this Code, without first having obtained such permit. Permits are
issued by the Fire Marshal's Office. The Chief may condition any permit,

-increasing or decreasing the scope of activity, and/or specifying fire safety
provisions in addition to -those established by this Code, where he deems such

conditions are necessary to provide reasonable public safety.

Section 4.108 Sub-item f.3. is amended to read as follows:

f.3. Flammable or Combustible Liquids and Tanks.

A. To store, handle or use Class I liquids in excess of 5 gallons in a

building or 10 gallons outside of any building (including heated

liquids of higher flash point, such as asphalt).

To store, handle or use Class II and III-A liquids in excess of 25

gallons inside a building or 60 gallons outside of any building,

except for fuel oil used in connection with oil-burning equipment.

To store, handle or use Class III B liquids in excess of 1000

gal Ions.

To install, alter or operate equipment in connection with the

storage, handling, use or sale of flammable or combustible liquids

regulated under Article 79.

E. To install, alter, remove, abandon, place temporarily out of

service or otherwise dispose of any flammable or combustible'liquid
tank. See Article 79.

F. To change the type of contents stored in any flammable or

combustible liquid tank to a material other than that for which the tank

was designed and constructed.

Operation of an automotive self-service station or marine service

station.

H. To operate mobile or portable refueling equipment, including

marine craft.

1. To remove Class I or Class II liquids from an underground storage tank

used for fueling motor vehicles by any means other than the approved,

stationary on-site pumps normally used for dispensing purposes.

EXCEPTIONS:

1. The storage or use of liquids in the fuel tanks of motor vehicles,

aircraft, motorboats, mobile heating plants or portable motor boat

tanks of six (6) gallons or less individual capacity and twelve (12)

gallons or less aggregate capacity.

2. Dispensing fuel for motor vehicle fueling at full-service

stations open to the public or at private stations using approved

dispensing equipment.

B
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3. Transportation of liquids in factory sealed containers or in tanks
excepted in Exception #1.

4. The storage or use of paints, oils, varnishes, or similar mixtures
when stored for maintenance painting or similar purposes in quantities
permitted by this Code.

14d



The following permit requirements are added to Section 4,108:

m.4. MEDICAL GAS. Any amount of medical gas connected to a fixed piping
system. See Article 74.

18a



Exceptions are added to the Place of Assembly Permit in
Section 4.108 as follows:

p.2. PLACES OF ASSEMBLY. To operate a place of assembly with an occupant load
of 100 or more as defined in Article 9.

Exceptions:

a. Outdoor Grandstands seating less than 1,000 and not used for specia,l
events.

b. School auditoriums, open-concept classrooms and similar

areas, when used for school functions.

C. Lunchrooms, training centers and similar areas operated for employees
or regular building occupants (less than 300 occupants), without
appreciable fuel load.

Exceptions 3 and 4 are added to Item r.2 to read as follows:

r.2. Refrigeration equipment. To install or operate a mechanical
refrigeration unit or system. See Article 63.

Exceptions:

Air, water or brine systems.

All units and systems utilizing Group I refrigerants with
a refrigerant compressor or horsepower rating of less than
100.

Systems using grp~I and gngW 11 refrigerants under City
of Seattle Mechanical permit.

18b



Sections 4.109, 4.110 and 4.111 are added to read as follows:

CERTIFICATES

Sec. 4.109. A certificate is a statement that a person has demonstrated
knowledge and competence in the performance of an activity regulated by
this Code. All applications for a certificate required by this Code shall
be made to the Chief in such form and detail as he may prescribe.
Certificate fees are established by ordinance to recover the City's cost
in testing and issuing a certificate. Any person performing work for which a
certificate is required under this Code shall have such certificate in their
possession at the work site.

TEMPORARY PERMITS

4.110. The Chief may issue temporary permits establishing fire safety controls
for:

(a) An activity not specifically regulated, but where regulatory safeguards are
necessary because of unusual circumstances.

(b) Interim operation of a regulated activity at reduced scope and/or with
temporary fire safeguards until permanent fire prevention features are provided.

(c) Time-limited special situations where use of a permit to specify fire
prevention controls is necessary in the judgement of the Chief.

(d) Pier crossing permits (transportation, only--no storage) for hazardous
materials.

18c



LIABILITY INSURANCE

4.111 (a) Where liability insurance is required by any section of this Code
or as a permit condition for any controlled hazardous activity, the applicant
shall file with the Chief a "Certificate of Insurance." The applicant's
policy shall evidence a "Comprehensive General Liability" (including
automobile coverage) insurance limit of $1 million ($1,000,000), combined
single limit per occurrence and annual aggregate, no deductible and naming the
City of Seattle as an additional insured. The Chief may increase or decrease
these amounts.

(b) in those instances where this Code requires as a condition of issuing a

permit that the applicant for the license shall provide insurance, the purpose
of the requirement is to insure that members of the public and the City will
be compensated for losses caused by personal injury or property damage
resulting from the negligent acts of the licensees or their agents or
employees.

(c) Whenever the issuance of a permit is conditioned upon obtaining a

policy or policies of public liability insurance by the applicant for such
license, the policy:

(1) Shall be issued by a company or companies authorized to do business
as an insurer in Washington State pursuant to the provisions of R.C.W.
Title 48 as now or hereafter amended;

(2) Shall contain, by endorsement or otherwise, the following recital:

"This policy is issued pursuant to Section 4.111 of the Fire Code

(Ordinance No.
,

as amended), of the City of Seattle for the

purpose of complying with the conditions and requirements of the
Code. Any exception, limitation, provision or omission in this

policy (including all other endorsements thereto) in conflict with
such condition or requirement is void. This policy shall be

continuous until cancelled and terminable only on at least ten (10)

days written notice to the Fire Chief."

(3) May be approved as to sufficiency and form by the City Attorney
and/or the City Risk Manager at the request of the Chief;
and

(4) Shall be furnished to the Chief for filing with the City Comptroller.

18d



Article 9 of the Uniform Fire Code is amended to read as follows:

Definitions:

Sec. 9.102. For the purpose of this Code, certain words and phrases are defined
and certain provisions shall be construed as herein set forth, unless it is

apparent from the context a different meaning is intended. Any reference
'

o the
guilding, Electrical, Mech-anical or Plumbing Codes shal

i
be the Se-atA-I-lce Buildin- ----- ---- I Q] n

Code. S-attle Electrical Codr, Seattle Mechanical Code or Seat-~Je Plur'.-~bjng- Qode.
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Section 9.104 ...... Definition of Basement is amended to read as
follows:

BASEMENT is any floor below the 1st story in a building and shall also include
"stories, basement-like" which are covered by earth and where the Fire Chief
determines that egress or em!ergency access is restricted or that flammable vapors
may concentrate in such Pianner that basement regulations shall apply.

22a



Section 9.104 ...... Definition of Bureau of
Fire Prevention is amended to read as follows:

BUREAU OF FIRE PREVENTION is the Seattle Fire Department Fire Marshal's Office.

Section 9.105 ...... Definitions of Central Station, Certification and
Commercial Pier are added to read as follows:

CENTRAL STATION shall mean an office to which remote alarm and supervisory
signalling devices are connected where personnel are in attendance at all times
to supervise the circuits and investigate signals.

CERTIFICATION shall mean a complete record of tests and examination procedures,
including problems found and corrections made.

COMMERCTAL PIER shall mean that porti-on of waterfront property and property
adjacent thereto where access to the property by the general public is allowed.,
This shall include, but not strictly be limited to the following type of
occupancies: Passenger terminals, public assembly, educational, wholesale and
retail stores, office buildings, drinking and dining establishments, factories
and workshops, parking garages, marinas, boat yards, shipyards and places of
human habitation, or any combinat-ion of the above with a Marine Facility.

22b



Section 9.108 ...... New definitions are added to read as follows:

FALSE ALARM REPORTING, MALICIOUS. A person is guilty of -false alarm
reportina when, with knowledge that the information reported, conveyed, or
circulated is false, s/he initiates or circulates a false report or warning of
an alleged or -impending occurrence of a fire, explosion, crime, catastrophe,
or emergency knowing that. such false report is I-kely to cause evacuation of a
building, place of assembly, or transportation facility, or to cause
substantial public inconvenience or alarm.

FIRE DETECTION SYSTEM is a heat or smoke detection system which is Monitored
by an approved central station.

28a



Section 9.108 ...... Definition of Flammable Liquid Marine Terminal is
added to read as follows:

FLAMMABLE LIQUID MARINE TERMINAL shall mean that portion of
waterfront property and property adjacent thereto where flammable and
combustib'le liquids are received by tank vessel, pipeline, tank car,
or tank vehicle and are stored or blended in bulk for the purpose of
distr buting such liquids by tank car, tank vehicle, container, or
fueling vessel in bulk quantities.

28b



Add a fourth category to the definition of highly toxic materials to read
as follows:

HIGHLY TOXIC MATERIALS

d. Materials having a health hazard rating of 3 or 4 per Uniform Fire Code
Standard 79-3, unless exemp-111-ed by passing tests a, b and c above.

32a



Section 9.115 ...... Definition of Marine Facility is

added to read as follows:

MARINE FACILITY shall mean that portion of waterfront property and property
adJacent thereto where general cargo is recelved by vessel, rail car, or motor
freight and is temporarily stored for the purpose of distributing such cargos
by vessel, rail car, or motor freight. Such facilities shall include Bulk
Terminals handling other than flammable and combustible liquids, and Break
Bulk and/or Container Terminals handling all commodities.

Section 9.117 ... Refer to the Seattle Building Code for additional
occupancy definitions.

34a



Section 9.120 ... Definition of Report of Fire Protection Impacts is added
to read as follows:

REPORT OF FIRE PROTECTION IMPACTS is a report obtained from the Chief of the
Fire Den)artmerit addressing the impacts a proposed project will have on the
Fire Depaytment's ability to provide fire protection services and the steps to
be taken to mitigate adverse impacts on fire protection services.

40b



Section 9.125 ...... Definition of Waterfront Facility
is added to read as follows:

WATERFRONT FACILITY shall mean all piers, wharves, docks, and similar
structures to which vessels may be secured; areas of land, water, or land and
water under and in immediate proximity to the buildings on such structures or
contiguous to them and equipment and materials on such structures or in such
buildings.

44b



Sub-section 10.306 (j) is added to read as follows:

0) Residential Condominiums. Any Group R occupancy which is hereinafter
established as condominiums under Chapter 64.34 of the Revised Code of
Washington shall have provisions similar to the following items included in
the recorded Declaration of Covenants. A copy of the Declaration shall be
provided to the Chief.

I. In the event that any unit is equipped with a fire sprinkler system,
nothing shall be hung from the sprinklers comprising a part of the system
nor shall any such sprinklers be painted, covered or otherwise changed,
tampered with or altered except as may be authorized by permit from the
Chief.

2. Prior to any alteration, amendment, modification or change to the fire
sprinkler system, the owners or their agents shall submit such alteration,
amendment, modification or change to the Chief for review and approval.
The owners agree to comply with all applicable sprinkler requirements.

54c



Sub-section 10.309(c) is amended to read as follows:

(c) There shall be a 2-way outlet above the roof line when the roof has a
slope of less than 4 inches in 12 inches.

The outlet shall be a minimum of 10 feet away from roof edge, skylight,
lightwell or other opening; unless protected by a 4211 guardrail or equivalent.

56a



TABLE NO. 10.309 - STANDPIPE REQUIREMENTS

4

6

10I

I I

OCCUPANCY

1. Occupancies exceeding 75 ft.

in height. See Note 10

Occupancies 4 stories or more

but less than 75 ft. in

height, except Group R, Div.

3. Group A Occupancies with

Occupant load exceeding 1000

4. Group A, Div. 2.1 Occupancies
over 5000 square feet in area

used for exhibition

5. Groups I, H, B, Div. 1, 2 or 3

Occupancies less than 4 stories

in height but greater than

20,000 square feet per floor

NONSPRINKLED SPRINKLED
TBUILDING' BUILDING...

Standpipe Hose Standpipe Hose
Class Requirement Class Requirement

115

Class II standpipes need not be provided in assembly areas used solely for worship.

Except as otherwise specified in Item No. 4 of this table, Class II standpipes need not bet

provided in basements having an automatic fire extinguishing system throughout such
basements.

Combined systems with their related water supplies may be used in sprinkled buildings.

Portions of otherwise sprinkled buildings which are not protected by automatic sprinklersshall have Class II standpipes installed as required for the unsprinkled portions.

In open structures where Class II standpipes may be damaged by freezing, the Chief mayauthorize the use of Class I standpipes which are located as required for Class 11
standpipes.

Hose is required for Class II standpipes only.

The Class I standpipe may be omitted in Group B, Division 2 and Group R, Division 1
occupancies when primary Fire Department vehicle access is provided on at least one side
within 3 stories of the roof (not over 35 feet total height).

Fire Department outlets on Class I a
'

nd III standpipes need not be provided at grade level or
floors below grade when all portions of such floor are within 150 feet hose travel distance
of grade level exterior doors fronting on streets or yards usable by Fire Department
apparatus.

Class I

&
a
m

p
; III standpipes shall have two 2-1/2 inch roof outlets. The outlets shall be aminimum of 10 feet from the roof edge, skylight, light well or other opening; unless

protected by a 42-inch high guardrail or equivalent.

For additional requirements, see Section 1807(p) of the Seattle Building Code.

Exception--See Article 81 for special requirements.
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Section 10.313(e) is amended to read as follows:

(e) Operation and Maintenance. The ventilation system in connection withhoods shall be operated at the required level, and grease filters shall be in
place when equipment under a kitchen grease hood is used. If grease .extractors are installed, they shall be operated when the food heat-processingequipment is used.

Extinguishing systems shall be serviced at least every sU twelve months orafter activation of the system. Inspection shall be by qualified individuals,and a certificate of inspection shall be forwarded to the Chief upon
completion.

Fusible links and automatic sprinkler heads shall be replaced at least
annually, and other protection devices shall be serviced or replaced in
accordance with the manufacturer's instructions.

EXCEPTION: Frangible bulbs need not be replaced annually.

Hoods, grease-removal devices, fans, ducts and other appurtenances shall be
cleaned at frequent intervals.

I
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An exception is added to Sec. 11.201(b) to read as follows:

EXCEPTION: Waste accumulated for collection by the solid waste utility shall
be stored in containers specified in the City's solid waste collection
contracts authorized by ordinance.
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Subsection 11.2o3(b) is amended to read as follows:

(b) Storage Requirements. Storage of combustible and/or readily combustible
materials in buildings shall be orderly, shall be more than 2 feet from the
ceiling, and shall be so located as not to endanger exit from the building.
Storage and merchandise shall be separated by 44-inch minimum width aisles on20 foot maximum centers, except where specific prior approval is obtained fromthe Chief for larger block

'

pile storage. Storage shall not obstruct a 44-
inch clear aisle extending from Fire Department access openings to the far
wall. Storage shall not obstruct fire door closing, access to extinguishers,
standpipe outlets, sprinkler control valves, electrical control centers, shut-
down or safety controls. Storage outside of buildings shall not exceed 20
feet in height, shall be located as not to constitute a hazard to adjacent
buildings or property, and shall be compact and orderly. Such storage is
prohibited within 3 feet of any property line and shall not exceed 6 feet in
height when within 10 feet of such property line, except where no hazard or
menace of fire to adjoining property is created thereby. Refer to Article 81for high-piled stock.

No dead end aisle shall be longer than 10 times its width except where
specific prior approval is obtained from the Chief.

Subsection (d) is added to Section 11.203 to read as follows:

(d) Sprinkler System or Equivalent. Storage of 2500 cu. ft. or more of
readily or highly-combustible material (such as materials classified as Class
IV or V commodities in Article 81) shall be under permit, in occupancies
proil-ected by an automatic sprinkler system, or in such other places approved
by the Chief as having alternate equivalent provisions for fire safety. The
Chief may require storage in an H-2 or H-3 occupancy when, in his opinion, the
quanLity and fire hazard of materials stored warrants a hazardous occupancy
classification.
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Subsection (d) is added to Section 11.209 to read as follows:

Sec. 11.209(d). The amount of combustible furnishings,
decorative or display materials located more than 20 feet from
cellln.~i mounted sprinklers in an atrium shall not exceed a fire
loading of 2 lbs./sq.ft.

Section 11.210 is added to read as follows:

Sec. 11.210 MATERIALS. Any material shown by test to have a life hazardgreater than that indicated and controlled by Building Code interior finish
regulations or Fire Code decorative Triaterial regulations shall be prohibitedor shall be installed or used with such additional fire safety features as arenecessz,r il

Y to substantiaWy red;,,e `~he 'life hazard. All carpeting to beinsLalled in schools, nursing hornes, day care centers, places of publica s se m, W Y ,
and in corridors and egress-ways in high-rise buildings shall be

Cl;ass- 2 -interior floor fin-ish. Hospital carpeting shall be Class I interiorfloor finish. (See Appendix IV A.)

Sections 11.301 and 11.302 are replaced and changed to
read as follows:

Reporting of Fires

Sec. 11.301 (a) In the event a fire or accidental release
of a hazardous material occurs or fire alarm operates on any
property, the owner or occupant shall immediately report such
fire or alarm to the Fire Department.

W A fire shall mean any fire not used for cooking,
heating, or recreational purposes or one not incidental to the
normal operations of the property.

False Alarms

Sec. 11.302(a) Reporting a false fire alarm or intentionally
tar,----!pcr*ng with fire alarm equipment is a violation of Seattle
Mun,;cipal Code, Ordinance No.
-006'4. Section 12A.16.040 titled "False Reporting."

EXCEPTION: A fine in the amount of fifty ($50) dollars
way be levied against the owner or monitoring agency of
an~ off-premisc,s fire alarm svstei,,--~ generating or
transmitl-ling a second and eac subsequent system false
alarm ~u ring any twelve (12) month period.

(b) It shall be unlawful for any person to give, signal or
transmit or for any person to cause or permit to be given, signaledor transmitted, in any manner, any false alarm.

(c) It shall be unlawful for any person to tamper with or
maliciously injure any fire alarm equipment maintained for the
purpose of transmitting fire alarms to the Fire Department.

(d) Nothing in this section shall prohibit the sounding
of any such signal essential for the carrying on of any fire drill.
The Chief may require that he be notified in advance when such
signal will be sounded, and shall be notified in advance if such
signal is transmitted from a system connected to a central station.

66a



Sections 11.303, 11.304, 11.305 and 11.306 are added to read as follows:

Sec. 11.303 Automatic Fire Alarm Reporting Systems.

(a) Scope.

This section applies to all alarm reporting systems which repo rt
fire alarm information off premises. Nothing in this section
shall prohibit any person from reporting a fire by any method when
such person has reasonable first-hand evidence of a fire or
possible fire situation.

(b) Approval Required.

It shall be unlawful to generate or transmit a fire alarm on or
through an off-premises alarm system to the Fire Department, and
it shall be unlawful to relay any alarm so generated or

transmitted, except through previously approved central station
system, proprietary central station, or other alarm reporting
system approved by the Chief.

(c) Retransmission of Alarms.

All alarms, other than trouble, shall be treated as fires and be
retransmitted to the Seattle Fire Department Fire Alarm Center
within 90 seconds from receipt of alarm signal.

EXCEPTION: Signals resulting from pre-arranged maintenance or
test procedures, provided, the central station shall immediately
verify such signals are not the result of a fire or other

emergency. If such verification is not obtained within 90

seconds, the alarm signal shall be immediately retransmitted to

the Fire Alarm Center. Time delays of any kind are not permitted.
Alarm retransmissions to the Fire Alarm Center shall be by methods

approved by the Chief.

(d) Installation of Equipment.

Central stations operated in accordance with nationally recognized
standards may install fire alarm reporting equipment in the
Seattle Fire '01epartment's Fire Alarm Center when such central
station and equipment are approved by the Chief. The Chief may
order the removal of such equipment, when in his opinion, its
installation does not serve the best interest of the City. When
so ordered, the owner shall render such equipment inoperative
within 24 hours and remove same within 30 days.

(e) Definitions:

For the purpose of this section, system shall mean the central
station monitoring equipment. The term does not include the

premises fire alarm equipment.

There shall be three classes of automatic fire and/or medical
alarm reporting systems as follows:
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CLASS A Shall be any local U.L. listed central station that has been
approved by the Chief and has retransmission equipment to the
Fire Alarm Center. Class A Central Stations must comply with
N.F.P.A. 71 and U.L. 827.

Shall be any central station that is approved by the Chief and
has retransmission equipment to the Fire Alarm Center. U.L.
listing is not required for Class B central stations.
Retransmission to the Fire Alarm Center shall be by methods
approved by the Chief.

CLASS C - Shall consist of telephone dialers that report fire or medical
alarms directly to the Fire Alarm Center on a special phone
number. Installation of such equipment shall be made only
under permit from the Chief and shall be limited to use in
individual residences or such other occupancies approved by
the Chief.

66c



Sec. 11.304 Class "A" Fire Alarm Reporting System Requirements.

(a) Scope.

This section sets forth the requirements which must be met to operatea Class "All Fire Alarm Reporting System. Class "A" systems may beused to monitor fire and/or medical alarm equipment in any occupancy.

(b) Compliance with National Standards.

All Class A systems shall comply with the Standards set forth in theSeattle Fire Code and UFC Standard 10-2, N.F.P.A. #71 and U.L. 827.All central station equipment shall conform to N.F.P.A. #71. Allfire alarm equipment and wiring of the subscribers within the citylimits of Seattle must conform to the Seattle Fire Code and UFC
Standard 10-2. Copies of all Underwriters Laboratories inspectionsand acceptance reports must be submitted to the Fire Marshal's
Office.

In buildings where monitoring is required, the central station shall
always monitor "alarm" signals and "trouble" signals. Buildings used

.to operate a Class A central station must be of fire resistive
construction. The central station may not be located in a basement.

Security must be maintained at all times to keep out unauthorized
personnel.

If duplicate equipment for signal receiving processing, display, and
recording is not provided, the installed equipment shall be so
designed that any critical assembly can be replaced from on-premises
spares and the system restored to service within 30 minutes. A
critical assembly is one in which a malfunction will prevent the
receipt, interpretation or retransmission of signals by the centralstation operator.

Sufficient standby power must be provided to operate the central
station for not less than 24 hours in the event of total primary
power failure and when primary voltage falls below the minimum
operating voltage of the system.

The Fire Alarm Center shall be notified in all cases where the systemis interrupted and not immediately corrected. The Fire Prevention
Division shall be notified whenever a customer is disconnected.

(c) Approval of the Chief.

Approval of the Chief is required. Before approval may be obtained
to operate as a Class A system or for any equipment operating throughClass A Systems, there shall be filed with the Seattle Fire
Department a general description of the apparatus to be installed,
together with such detailed information and drawings as are necessaryto the complete understanding of the operation of the system.
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(d) Transmission Of Signals.

There shall be two approved methods of transmitting signals to theSeattle Fire Department Fire Alarm Center. They shall be:

(1) An electrically supervised circuit provided with suitable code
sending and automatic recording equipment.

(2) A non-supervised telephone circuit that cannot be used for anyother purpose (ring-down) and a non-listed dial telephone.

(e) System Monitoring.

Monitoring of required systems shall be single line, derivedchannel Multiplex equipment approved by the Chief, or a dedicated
telephone line utilizing an approved transmitter.

(f) Personnel Staffing.

There shall be a minimum of two persons on duty to assure
immediate attention to all signals received. The alarm monitoringequipment shall not be left unattended at any time. Runner
service shall be provided to the protected premises. This serviceis required to assure continuity of signal disposition. The timeof travel from the central station or approved runner station tothe protected premises shall not exceed one-half hour.

The central station shall have a person available within two-hourtravel distance who is competent to inspect, maintain and repairthe system. The building owner shall provide watchman service forthe building serviced by the alarm central station during the timethe equipment is impaired.

(9) Tests.

Manual tests of all circuits extending from the central station tothe Seattle Fire Department Fire Alarm Center shall be made at
intervals not to exceed 12 hours.

A record must be maintained at the central station and made
available to the Seattle Fire Department upon request that
complete and satisfactory tests have been made of all actuatingand transmitting devices of subscribers. All equipment shall be
tested at least once per year.

(h) Reports.

An update of all fire alarm subscribers within the City Limits ofSeattle must be submitted to the Seattle Fire Department Fire
Alarm Center upon request.

The Fire Alarm Center and the Fire Prevention Division shall benotified in all cases where service of the system is interruptedand not immediately corrected, and where a customer is
discontinued.
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Sec. 11-305 Class B Fire Alarm Reporting System Requirements.

(a) Scope.

This section sets forth the requirements which must be met to operatea Class B Fire Alarm Reporting System. Class B Reporting Systems maybe used to monitor fire alarm equipment in any occupancy g1gept high-rise buildings, hospitals, nursing homes and public assemblyoccupancies over 300 occupant load.

(b) Compliance with National Standards and Other Requirements.

Inspection by U. L. is not a requirement for monitoring in thisclass, All receiving and transmitting equipment must be U. L. listedand approved for the purpose for which it is used. All fire alarm
equipment and wiring at the subscriber's occupancy shall conform tothe requirements of the Seattle Fire Code, and UFC Standard 10-2.

In buildings where monitoring is required, the central station shall
always monitor "alarm" signals and "trouble" signals. Buildings usedto operate a Class B Central Station must be of fire resistive
construction. The central station may not be located in a basement.

- Security must be maintained at all times to keep out unauthorizedpersonnel.

If duplicate equipment for signal receiving, processing, display, and
recording is not provided, the installed equipment shall be so
designed that any critical assembly can be replaced from on-premisesspares and the system restored to servrice within 30 minutes. A
critical assembly is one in which a malfunction will prevent the
receipt, interpretation or retransmission of signals by the centralstation operator.

Sufficient stand-by power must be provided to operate the centralstation for not less than 24 hours in the event of total primarypower failure and when primary voltage falls below the minimum
operating voltage of the system.

(c) Approval of the Chief.

Approval or acceptance of the Chief is required. Before approval or
acceptance may be obtained to operate as a Class B System or for anyequipment operating through a Class B System, there shall be filedwith the Seattle Fire Department a general description of the
apparatus to be installed, together with such detailed informationand drawings as are necessary to the complete understanding of the
operation of the system.

(d) Transmission of Signals.

There shall be one method of transmitting signals to the Seattle Fire
Department Fire Alarm Center. That shall be:
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A non-supervised telephone circuit that cannot be used for any otherpurpose (ring down) and a non-listed dial telephone.

(e) System Monitoring.

Monitoring of Class B systems shall be by means of single line,derived channel multiplex equipment, a dedicated telephone line
utilizing an approved transmitter, or a digital communicator approvedby the Chief.

When a digital communicator is used, two telephone lines are
required, except in private, single family residences, where one linemay be used. (See N.F.P.A 71, Chapter 5). In multiple occupancybuildings, two telephone lines (one line each installed in twodifferent occupancies) are required to ensure line monitoringcontinuity.

(f) Personnel Staffing.

There shall be a minimum of two persons on duty to assure immediateattention to all signals received. The alarm monitoring equipmentshall not be left unattended at any time. Runner service shall beprovided to the protected premises. This service is required toassure continuity of signal disposition. The time of travel from thecentral station or approved runner station to the protected premisesshall not exceed one-half hour.

(g) Tests.

A test must be made between the central station and the Fire AlarmCenter at least once every 12 hours.

(h) Reports and Records.

An update of all fire alarm subscribers within the city limits ofSeattle must be submitted to the Seattle Fire Department Fire AlarmCenter upon request.

The Fire Alarm Center and the Fire Prevention Division shall benotified in all cases where service of the system is interrupted andnot immediately corrected, and where a customer is discontinued.
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Sec. 11.306 Class C Fire Alarm Reporting System Requirements.

(a) Scope.

This section sets forth the requirements which must be metto operate a Class C Fire Alarm Reporting System. Class C
Reporting Systems are limited to use in single familyresidential occupancles, or other occupancies approved bythe Chief.

(b) Compliance with National Standards and Other Requirements.

Equipment must be U. L. listed for fire alarm purpose or otherwise
approved by the Chief.

The use of one (1) phone line is permitted.

The installation of such devices is subject to the provisions ofSection 11.302 of this Code (False Alarms).

The device must be capable of interruption by the Fire Alarm
Dispatcher and allow the dispatcher to call the originatingtelephone.

Field inspection of the building fire alarm system may be required asdetermined by the Chief.

(c) Approval of the Chief.

Approval of the Chief is required. A permit from the Fire Chief isrequired for the installation of Class C Fire Alarm Reporting
Systems.

The permit may be cancelled by order of the Fire Chief subject to
provisions of the Fire Code.

(d) Transmission of Alarms.

Automatic dialing devices shall be programmed to transmit alarms tothe Fire Alarm Center by calling a telephone number stipulated by theChief. Such devices are prohibited from calling 9-1-1.

(e) Reports and Records.

Subscribers must fill out a permit application providing certain
information to the Fire Department. Cards will be filled out at thetime of application for a permit. The card will be kept on file atthe Fire Alarm Center and a new card must be filled out in the event
any of the information changes.
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Sub-sections (9)

&
a

m
p

;

(h) are added to Section 12.106
to read as follows:

(9) TERMINATION. Where exits terminate in alleys, parking lots, pieraprons, or similar places, the Chief may order additional signs orplacards, weatherproof where necessary. with four (4)-inch-high lettersstating "FIRE EXIT - DO NOT OBSTRUCT" or other appropriate legend,barriers, or paint as necessary to maintain an exit path to a publicstreet. The owner shall install and maintain the signs, barriers and
painting. (See Seattle Traffic Code Section 11.72.155).

(h) EGRESS FROM STAIRWAYS. Enclosed stairways serving more than six (6)floors shall have two (2) means of egress from the stairway. Enclosedstairways serving ten (10) or more floors shall have reentry into thebuilding at approximate 5-story intervals. Reentry signs shall be postedin the stair.

EXCEPTION:

1. Jails.

2. Where telephones connected to a 24-hour manned location areprovided in the stairway in each 5-floor increment that does not havea means of egress.

3. Where any door serving as an entrance to the stair does not
automatically lock behind a person entering the stair.

4. Where alternate means of alerting building management to personstrapped in a stairwell are approved by the Building Official.
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Sections 12.107 and 12.108 are replaced to read as follows:

EXIT ILLUMINATION

Sec. 12.107 (a) General. Except within individual dwelling units, guest roomsnd sleeping rooms, exits shall be illuminated at any time the building isoccupied. Exit illumination shall be installed whenever internally illuminatedexit signs are required as specified in Section 12.108.

1. Exit illumination shall be located in stairways, corridors, halls,passenger elevator cars, lobbies, rooms with an occupant load of 100 or more,and areas required to provide safe egress from the premises and immediatelyoutside of the building exit when required by the building official. Fixtures(except when battery operated) shall be installed to not less than the followingschedule:

Interior and exterior stairways One per landingand landings and outside building
exit

Corridors and halls
Spacing not to exceed
40 feet

Lobbies, vestibules, foyers One for each 250 squareel.evator cars and other similar feet
areas as required

These fixtures may be included in the watts per square foot calculation for exitillumination. Illumination from batte ry-ope rated fixtures shall be equal to thelevel of illumination required in the following item.

2. Where required, exit illumination shall be provided at the rate of 1/4watt of incandescent illumination per square foot of area. Installations usingfluorescent lamps shall have a minimum wattage of at least 1/3 of theincandescent requirements. Use of other lamps requires approval of the buildingofficial.

EXCEPTIONS: 1. In warehouses and garages, the allowable minimum may be1/4 watt per three (3) square feet of area.

2. In theaters, auditoriums or other places of assembly where motion
pictures, or other projections, are made by means of directed light, theminimum allowable illumination may be reduced to 1/4 watt per five (5) squarefeet of area. For Group A, Division I and 2 Occupancies, see Section 605.

3. In Group B, Division 2 Occupancies, where approved by the buildingofficial, the minimum allowable illumination may be reduced to 1/4 watt perfive (5) square feet of floor area.

4. In Group B, Division 2 office space and Division 3 open parking areas,where approved by the building official, the illumination may be eliminatedwhen within 50 feet of a window wall or open side and light is not totallyobscured.
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Sec. 12-107-12.108

Fixtures required for exit illumination shall be supplied from se

.

paratecircuits or sources of power where these are required by Subsection (b). Exitillumination fixtures shall be spaced and designed to give adequate distributionof light for safe exit and so that the failure of any individual lightingelement, such as the burning out of a light bulb, will not leave individualspace in total darkness.

M Power Supply. Two (2) sources of power shall be provided for exitillumination. One source shall be as specified in the Seattle Electrical CodeSection 700-12a, b, c, or f.

EXCEPTION: In other than Group A, Division 1, 2 and 2.1 Occupancies,Group I Occupancies, Group R, Division I Occupancies exceeding fourstories in height and buildings subject to Section 1807, only onesource of power conforming to SEC Section 230-82, Exception 5
(separate service equipment) or Section 700-12 (d) or (e) is required.

EXIT SIGNS

Sec. 12.108. (a) Where Required. In Group R, Division I Occupancies, everyexit doorway or change of direction of a corridor shall be provided with a well-lighted exit placard having legible letters at least 6 inches high. Exitplacards may be used to identify exits in other occupancies where illuminatedexit signs are not required.

EXCEPTION: EXIT pLACARDS ARE NOT REQUIRED FROM INDIVIDUAL DWELLING
UNITS.

Internally illuminated exit signs shall be required:

1. At all exits serving a tributary occupancy load of 50 or more from GroupsA, I and Group R, Division I Occupancies.

2. At all exits serving a tributary occupant load of 100 or more from GroupsE, H and B Occupancies.

3. At all exit enclosures serving three or more stories.

EXCEPTIONS: 1. Main exterior exit doors which obviously and clearly areidentifiable as exits need not be signed when approved by the buildingofficial.

2. Exit signs shall not be required on exterior stairways serving exteriorexit balconies.

3. Directional exit signs are not required within an individual tenant spaceof a Group B, Division 2 office building.
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Sec. 12.108

EITHER EXIT SIGNS OR EXIT PLACARDS SHALL BE REQUIRED AT ANY OTHER LOCATIONDETERMINED BY THE BUILDING OFFICIAL TO BE NECESSARY TO CLEARLY INDICATE THEDIRECTION OF EGRESS.

(b) Graphics. The color and design of lettering, arrows and other symbolson exit signs shall be in high contrast with their background. Words on exitsigns shall be in green block letters at least 6 inches in height with a strokeof not less than 3/4 inch.

EXCEPTION: EXISTING EXIT SIGNS WITH LETTERS AT LEAST 5 INCHES IN HEIGHTMAY BE REUSED.

(c) Illumination. Exit signs shall comply with one of the followingcriteria:

I. Internally illuminated with two electric lamps of not less than 15watts each if of the incandescent type or 6 watts each if of thefluorescent type or

2. Self-energized exit signs (powered by radiant energy) provided theexit sign has a current ICBO research committee report and is
installed in accordance with its findings.

(d) Power Supply. Power shall be supplied as provided for exit illuminationin Section 3313(b).

(e) Not-an-Exit Warnings. Non-illuminated placards reading NOT AN EXITshall be installed at all doorways, passageways, or stairways which are notnight exits, exit accesses or exit discharges and which may be mistaken for
an exit. A sign indicating the use of the doorway, passageway, or stairway,such as TO BASEMENT, STOREROOM, LINEN CLOSET, is permitted in lieu of theNOT AN EXIT sign.

NOTE: The maintenance of exit signs and exit illumination is determined bythe Building Code in effect at the time the building was constructed or
substantially remodeled.
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Sec. 14.103(b) is revised to read as follows:

(b) System Design. Fire alarm systems, automatic fire detectors,emergency voice/alarm communication systems and notification devices shallbe designed, installed and maintained in accordance with Uniform Fire CodeStandard No. 14-1, the Seattle Electrical Code and the Seattle BuildingCode except where superseded by requirements of this section or other Cityof Seattle ordinance or where alternate designs are approved by the Chief.In case of conflict, the more restrictive requirement shall apply.
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Section 10.102 is replaced to read as follows;

INTERFERENCE WITH FIRE DEPARTMENT

10-102. Any person who obstructs the operation of the Fire
Vepa,rtm,ent in connection with extinguishing any fire, or in theperformance of other duties required by this Code, is guilty of a crimeunder provisions of' Chapter 12A of the Seattle Municipal Code.
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Sub section 10,301 (f) is changed to read as follows:

(f) Approval and Testing. All fire alarm systems, fire hydrant
Isys-~-ems, fire extinguishing systems (including automatic sprinklers),

standpipe systems, swoke
'

/heat venting and smoke control systems, specialprovision for Fire Department access, fire pumps, emergency power
generators -for fire protection systems, vertilation for hazardous
chemica's and other fire protection systems -and pertinents thereto shall meet
-ill-he approval of the Fire Chlief as to installation and location and shall be
subject to such periodic tests as required by the Chief. Plans and
specifications shall be submitted to the Fire Chief for review and shall havehis ar, rmrnl

V P, oi to construction or installation.

The following may be installed subject to field inspection wi+kn + 4

plan approval:
%A P1 Ug

I. Pre-engineered rangehood protection systems.

2. Minor extension or relocation of existing systems not involving morethar, six (6) sprinklers, deteclors or similar devices.

Sub-sections (g) and th) are added to Sec.% 10-301 to read as follows:

(g) Fire hydrants ard their connections and devices appurtenant thereto,if upon private property, will not be considered part of the Municipal Water
system arid will be installed and maintained by the property owner.

EXCEPTION: Private property for which easements to accommodate the water
distribution system, hydrants and metered water services

'
where acceptedby the Superintendent of Water for operation and maintenance.

(h) Where private hydrants are installed, City of Seattle Water Departmentstandard hydrants shall be u-sed, Mains shall be 6-inch minimum size and
installed per NFPA No. 24. Any single hydrant shall provide at least 2,000GPM at 20 psi residual pressure, exce,pt where lesser flows are approved by the
Chi ef .
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Sub-sections (d), (e), (h), and (i) are added to Sec.In Ing + A
V I CQ C15 101 lows:

(d) Maintenance and periodic testing are the owner's responsibility, orthe
responsibili7l~y of such other person as may be designated in a lease of thepremises, and are separate from Fire Department inspections.

(e) Maintenance testing shall be performed in accordance with this Codeand Administrative Rulings published by the Chief.

(f) Where certified inspection, testing, or qualification of fire
protection equipment is required by natiorially recognized standards, laws,ordinances, or administrative rules, the Chief shall require that the person,firm. or corporation performing such work have a certificate from the Fire
D e P ar t rn, e n, 11"

.

(g)

,

Any person, firm or corporation recharging, testing, or repairingportable fire extinguishers shall have a valid certificate issued by the Fire
Chi e -!~. The Person

I
perforii-iing the work shall leave a record, including the

date, his name and his certificate num1ber at the job site.

EXCEPTION: an owner may refill his own non-pressurized water-type fire
extinquishers without such certificate.

(h) The person performing repairs requirling retest or annual or longerinterval 'tests o-11:7 fixed fire protection equipment shall notify the Fire
Department 2.1 hours in advance of the test. A Fire Department representative
May witness tests which are conducted by others.

(i) No person shall leave a system or a portion thereof out of service or
inoperationai without notifying the Fire Chief.

EXCEPTION: Single family residences.
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Sub-section 10.306(h) is changed to read as follows:

(h) Group R Occupancies. 1. General. An automatic sprinkler system shallbe installed in any Group R occupancy hereafter constructed which does nothave approved Fire De
'

Dartment access, which does not have adequate fire flowor which is located' more than 500 feet from the nearest hydrant.

EXCEPTION: For Group R, Division 3 Occupancies, the Chief may authorize agreater distance, but in no case more than 1000 feet to the nearest hydrant.

2. Group R, Division 1 Occupancies. An automatic sprinkler system shall be
installed in Group R, Division I Occupancies as follows:

A. Any building having three or more stories of height; or

B. Any building having two stories of height and with a Group R,
Division I occupancy located above another occupancy other than:

(i) Group M;

(ii) Group B, Division I parking garage; or
(iii) Storage, mechanical or laundry or similar rooms accessory to

the R-1 occupancy.

Any apartment building containing five or more dwelling units; or

Any hotel containing ten or more guest rooms.

Determination of Stories. For the purpose of this section, in mixed
occupancy buildings, the number of stories shall be determined based on
the total building, not just those stories occupied by the Group R,
Division I occupancy, provided other occupancies shall be sprinkled when
specifically required for each occupancy.

Area Separation Walls. Area separation walls may be used as provided in
Section 505 of the Building Code provided, for the purpose of this
subsection, the total number of dwelling units or total number of guestrooms shall be determined based on the complete, attached building
regardless of any area separation walls.

Sprinkler Systems. Sprinkler systems installed in Group R, Division 3
cccupancies may comply wit-lh NFPA Standard 13D. Sprinkler systems installed
in Group R, Division I occupancies may be installed in accordance with
NFPA Standard 13-IR in buildings of 4 stories or less. In buildings of more
4"han 4 stories, or -where a s-prinkler system is required throughout, the
s,prinkler system, shall comply with NFPA Standard No. 13, provided that
quick response oi- residential sprinkler heads shall be used in the
1~ I

we:1ing unit and guest room Portions of the building according to Section
7.4 of that standard. Sprinkler systems which have 100 or more sprinklerk~ A ~' 1

a -3 s a ~ comply with Section 10.309.

Exfsting Buildings. Buildings to which substantial alterations or repairs
are made as specified in Section 104(c) of the Seattle Building Code shall
comply with the provisions of this section as if they were new buildings.

EXCEPTION: Group R, Division 3 Occupancies.

An automatic sprinkler system shall be installed in any addition to an
existing building where the addition exceeds the thresholds established
above, provided the existing portion of the building need not comply
unless it is substantially altered or repaired.
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Sub-section (i) is added to 10.306 to read as follows:

(i) Basements and Cellars, Automatic sprinkler systems shall be
installed in any basement, cellar, or basement-like story used for automobileparking or for the storage or sale of combustible materials. (NOTE: The
followiing exceptions do not apply when automatic sprinklers are required byany other provision of the Building or Fire Codes.)

EXCEPTIONS:

1. All those in Group R-3 or M occupancies.

2. Portions of the basement not containing combustible material separatedby one-hour fire-resistive construction.

3. Storerooms not exceeding 500 square feet in area, enclosed by one-hour construction, containing no material classified as a flammable
liquid, hazardous material, or highly-combustible material, and served byexterior fire access or interior access via a corridor of one-hour
construction. No more than three such rooms shall be permitted in any one
basem,ent.

4. Passenger car parking when the ceiling qualifies as an
0-occupancy separation, mi~,14,murr, 1-hour, Fire Department access is provided,

per Section 3802(b), of the Seattle Building Code, an additional opening,other than an exJt stair serving u
'
oper floors, for smoke removal is

provided opposite Fire Department access openings, and automatic heat
detection connected to the building fire alarm system and an approved
central station is provided in buildings requiring a fire alarm system.

Subsection 10.307 is amended to read as follows:

Sec. 10.307 Alarms. When serving more than 20 sprinklers in Group I,
Division I occupancies or more than 100 sprinklers in other occupancies,
automatic systems shall be superv;'sed by an approved central, proprietary or
remote station service, or a local alarm which will give an audible signal at
a constantly attended location.

EXCEPTIONS: 1. The Chief may waive or modify this requirement for
partial systems, parking garages, or in buildings where an alarm system is
not required by Article 14.

2. This requirement is retroactive for I occupancies, high-rise
buildings, and buildings with high-piled combustible stock as defined in
Article 81.
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New subsections f, 9, h, i and i are added to Sec. 14.104 to read as follows:

(f) Additional Required Fire Alarms. A fire alarm system shall be
installed:

I. In any occupancy when the occupant load below thelevel of exit
discharge exceeds 25 persons.

2. In any occupancy when the occupant load above the level of exit
discharge exceeds 200 persons.

3. In all multiple floor E occupancies.

(g) Additional Required Fire Detection Systems.

1. Individual single station detectors shall be installed in all RI

occupancies when sold, ren'L-.ed or used for day care.

All occupancies hereinafter constructed which exceed 3,000 squarefeet of gross floor area shall be provided with an approved automatic
fire detection

syst,'eifl. For the purpose of this subsection, the total
gross floor area shail be determined' based on the complete, attached
building regardless of any area separation walls. All fire detection
systems shall be connected to an approved central station.

EXCEPTIONS:

i. Group M or Group R, Division 3 Occupancies.

ii Occupancies protected by an approved automatic sprinkler
system.

iii. Buildings with a monitored alarm system complying with Article
93.

Buildings to which substantial alterations or repairs are made as
specified in Section 204(c) of the Seattle Building Code shall
comply with the provisions of this section as if they were new
buildings.

(h) Additional Exemptions. Fire alarm systems are not required:

1. In churches, gymnasiums, field houses and similar occupancies
without basements or 2nd floors.

2. In existing B occupancies which are fully sprinkled, have exits
conforming to the current Building Code and are not classified as
high-rise buildings.

3. One story hotels and one or two story apartments, built prior to
1983 are exempt from the system. They must have individual unit
detectors.

(i) Additional Design Requirements.

I. Assembly occupancies exceeding 1,000 persons in any building shall
have a voice alarm system.

2. Fire alarm systems shall be audible in all normally occupied
portions of the building. The sound level shall be 15 dba above
ambient, 60 dba minimum in sleeping areas. In all other areas,the sound level shall be 10 dba above ambient, 55 dba minimum.

3. All new smoke detectors shall be connected to the building fire
alarm system.
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EXCEPTION: In unit residential smoke detectors.

4. Automatic sprinkler water flow alarm(s) shall be connected to the
building fire alarm system.

EXCEPTIONS: a. Basement parking garages not used as exits for
the building.

b. Systems less than six sprinklers and not
protecting an exitway.

Group I occupancies over 50 persons, high-rise buildings and
assembly occupancies over 1,000 shall be connected to an approved
centrall station.

Fire detection andlor alarm systems shall be under the supervision of
a responsib7e person who shall ensure that required periodic testsand maintenance are performed. The Chief is authorized to order anypremises vacated where a required fire detection and/or alarm systemis not maintained in good working condition.

New Section 14.109 is added to read as follows:

14.109 Fire Drills. Fire drills shall be held at least once a month in
educational occupancies where such occupancies constitute the major occupancyof a bu;ilding, at least once Z-1very 1-1wo months in institutional occupancies,where such occupat-icles constitute the major occupancy of a building and in all
Uroup F daycare occupancies. The fire drills in high-rise buildings shall be
inciuded in Lhe Artic'le 93 emergency plan.

During severe weather, fire drills may be postponed. A record of all fire
drills shall be kept by the person in charge of such occupancies. Records of
fi-I drills shail include the time and date of each drill held. In
edilicational occupancies, fire drills shall include complete evacuation of all
persons -:From the building. In institutional daycare occupancies, fire drills
shall be conducted to familiarize operating personnel with their assigned
Positions of emergency duty, but the co,-.-9plete evacuation of occupants from the
build-ings aL the time of the fire drill shall be required only where it is
practical and does not include moving or disturbing persons under medical
care.
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Section 25.101 is revised to read as follows:

PERMIT REQUIRED

Sec. 25.101. No place of assembly with an occupant load of 100 or moreshall be maintained, operated or used without a permit (see also Section4.101). Any exhibition that introduces flammable or combustible material intoa place of assembly or alters the existing configuration in any manner shallbe under separate permit.

EXCEPTIONS:

I. Outdoor grandstands.

2. School auditoriums, open-concept classrooms and similar areas, whenused for school functions.

3. Lunchrooms, training centers and similar areas operated for employeesor regular building occupants (less than 300 occupants) without
appreciable fuel load.

Section 25.104 is replaced in its entirety to read as follows:

Pyroxylin-coated Fabric

Sec. 25.104. Pyroxylin-Coated fabric is prohibited.
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Sub-section 25.116(b)2K is replaced by the following:

K. Nothing in this code shall prevent the participants in religiousceremonies from carrying hand-held candles. (Ref. RCW 19-27.030 (3)). itis the objective of the Fire Code to prevent the risk of injury arisingfrom the use of hand-held candles in places of public assembly by childrenaged 12 or under. A competent adult shaTl remain within 15 feet of thechild, at all times, unless an alternative equal safety standard, proposedby the person requesting the permit, is approved by the Chief.
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Article 33 is replaced in its entirety by the following:

Cellulose Nitrate Motion Picture Film Prohibited.

Sec. 33.101. The storage and use of cellulose nitrate motion picture filmis prohibited.
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Sub-section 49.101(c) is revised to read as follows:

(c) A permit shall be required for any person performing welding or cuttingoperations in any building, except R-3 and M occupancies and use of jewelers'torches. A permit shall also be required for any person performing welding orcutting operations on, over, underneath, or adjacent to any combustiblestructure. Such permit shall not be required for each job location, but acopy of said permit shall be available at each job site. The permit holdershall notify the Chief in advance (24 hours in advance when possible) beforeperforming welding, burning, or cutting at locations other than those listedon the permit. A permit shall also be required for acetylene generators andstorage of calcium carbide for use therewith. Storage of calcium carbideshall not exceed fifty (50) pounds in locations in the Downtown Fire Districtand the Central Waterfront Fire District. See also Section 4.101.
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Section 63.108, Diffusion Systems is deleted in its entirety.
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Sub-section 77.104(a) 1. is amended to read as follows:

Sec. 77.104(a) Permits shall be obtained:

1. To Possess, store, sell, or otherwise dispose of explosive or blastingagents.
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Sub-items 11, 12, and 13 are added to Section 77.104 (b)to read as follows:

Sec. 77.104(b). Permits required by Section 77.104 (a) of this Articleshall not be issued for:

11. The manufacture of explosives.

12. The storage of explosives for more than 24 hours.

13. The construction of Class I magazines.

Section 77.105 is replaced by the following:

LIABILITY INSURANCE

Sec, 77.105. Before a permit is issued as required by Sub-section 77.104(a).3., liability insurance conforming to Section 4.111 shall be provided.
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ARTICLE 78A - Fireworks

Section 78A.101. Scope. (a) This article shall apply to the
manufacture, possession, storage, sale, transportation and use of fireworks.
Nothing in this article shall be construed to prohibit:

I. The Use of Fireworks:

i. By railroads or other transportation agencies for
signal or illumination purposes.

ii. For signal purposes in athletics or sports.

iii. By military organizat-ions.

The sale and use for blank cartridges for show or theater.

Section 78A.102 Definitions.

(a) "Fireworks" means any composition or device, in a
finished state, containing any Combustible or explosive substance for the
purpose of producing. a visible or audible effect by combustion, explosion,
de-flagraflon, or detonation, and classified as common or special fireworks.

(b) "Special fireworks" means any fireworks designed primarily for
exhibition display by producing visible or audible effects. The term
includes:

1. Fireworks commonly known as sky rockets, missile type
rockets, firecrackers, salutes and chasers; and

2. Fireworks which are not classified as common fireworks.

(c) "Common fireworks" means any fireworks designed primarily to
produce visible or audible effects by combustion.

The term includes ground and hand-held sparkling devices, includingitems commonly known as dipped sticks, sparklers, cylindrical
fountains, cone fountafins, illuminat-ing torches, wheels, ground
spinners, flitter, sparklers; arid smoke devices; provided, that the
term does not include fireworks commonly known as firecrackers,
salutes, chasers, skyrockets, missile-type rockets, helicopters,
aerials, spinners, roman candles, minei, shells and
Class C explosives ciassified as comnion fireworks by
the U.S. Department of Transportation, unless such
Class C explosives are approved by the Chief.
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(d)"Special effects" means any combination of chemical elements orchemical compounds capable of burning independently of the oxygen in the
atirins-ohere and designed and intended to produce an audible, visual,
mechanical, or thermal effect as a necessary part of motion picture, radio,
-television, theatrical or opera productions.

Section 78A.103 Permits. (a) Permits shall be obtained:

I. To store fireworks in any amount of any type.

EXCEPTION: Storage not to exceed 10 pounds, aggregate weight of
common fireworks in private residences during the sales period
established in 78A.106(b).

2. To possess, manufacture, offer to sell fireworks at wholesale or
retail for any use.

EXCEPTION: Possession Of common fireworks lawfully purchased at
retail.

3. To conduct a public display of fireworks.

4. To discharge special fireworks.

5. To transport any fireworks.

EXCEPTION: (i) Transportation by a public carrier to a licensee.

Transportation of common fireworks in a private
passenger vehicle during the legal sales period
established in Section 78A.106(b).

6. To use or discharge fireworks inside a structure.

7. To use or discharge fireworks for ceremonial purposes; provided that
there shall be no fee for such permit.

(b) All permits required by this article shall be issued by the
Chief except as otherwise provided by Section 78A.108(b). As a

I
condition of any perm-it, the Chief may specify additional safeguards
as necessary to provide for the public safety.

(c) No person under eighteen years of age may apply for or receive a
permit under this article.

(d) An application for a permit shall be made in writing to the
Chief at least 30 days in advance. After a permit is granted,
transportation, storage, discharge, sale, possession, use and
distribution of fireworks shall be lawful only for the purpose stated
on the permit. No permit granted hereunder shall be transferable.

(e) The Chief may issue permits for the transportation and storage
of fireworks in bulk quantities under United States Department of
Transportation Classifications, describing such quantity limitations,
durdtion and cond4tions of storage or transport as the Chief shall
deem necessary to provide for the public safety.
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Section 78A.104 Authority.

(a) The Chief shall have authority to issue and conditionpermits required by this article.

(b) The Chief and the Chief of the Seattle Police Departmenthave authority to enforce the provisions of this article.

Section 78A.105 Legal Fireworks.

(a) Fireworks which are defined as common fireworks in thisarticle are legal for sale and use within The City of Seattle as setforth in this article.

(b) Fireworks which are not common fireworks are expressly pro-hibited for sale, transportation, discharge, storage, or use withinThe City of Seattle unless the Chief has issued a permit for suchpurpose.

Section 78A.106 Retail Sales and Discharge of Fireworks.

(a) Only common fireworks as defined in this article arelegal for sale to the public.

(b) The sale, possession, use or discharge of any firework inThe City of Seattle, prior to 12:00 noon on June 28th or after 12:00noon on July 6th each year is prohibited except where authorized byFire Department permit or exempted under Section 78A.101(a).

No common fireworks may be sold except between the followinghours and dates:

June 28 12:00 noon to 11:00 P.M.

June 29- July 5 9:00 a.m. to 11:00 p.m.

July 6 9:00 a.m. to 12:00 noon

No common fireworks may be discharged except between the followinghours and dates:

June 28 12:00 noon to 10:00 p.m.

June 29 - July 5 9:00 a,m. to 10:00 P.M.

July 6 9:00 a.m. to 12:00 noon

(c) Only fireworks defined as common fireworks in this articlemay be sold at retail stands.

(d) A permit for the retail sale of fireworks issued by theChief must be prominently displayed at the sales location.

(e) Retail operators applying for permit shall submit a copy oftheir State Retailers License with the application for a permit underthis article. Each permit application must be accompanied by acertificate of insurance.
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(f) The certificate of insurance shall evidence a comprehensive generalliability (including automobile coverage) insurance policy providing limits ofOne Million Dollars ($1,000,000). combined single limit, per occurrence andannual aggregate, no deductible, and naming the City of Seattle as anadditional insured. The policy shall also meet the requirements of Section4.111(c) of the Seattle Fire Code.

(g) A bond in the amount of Fifty Dollars ($50.00) must be posted withthe Seattle Fire Department at least 30 days in advance of the initial salesdate to provide for costs of site cleanup if the operator fa i Is to performsuch clean
up.

Section 78A.107 Operation of Retail Outlets.

(a) A stand for the retail sale of fireworks is limited to 500 squarefeet. shall not be located within any permanent structure, and shall be usedonly for the retail sale of common fireworks.

(b) A stand must be either located at least 300 feet from anotherfireworks stand or separated from another fireworks stand by a major arterialthoroughfare at least 100 feet in width.

(c) A stand must be located at least 100 feet from anyflammable liquid dispensing device or installation.

(d) A stand must be located at least 50 feet from any building.

(e) A stand must be located no more than 500 feet from a fire hydrant.

(f) A stand must be accessible from an improved public street orthoroughfare.

(9) The area around'the stand must be completely free of hazardous
accumulations, including but not limited to dry grass, brush, or debris of anynature, for a distance of not less than 25 feet on all sides.

N Each stand must have at least 2 exits located at opposite ends of thestand.

SUCH EXITS MUST NOT BE LOCKED WHILE THE STAND IS OCCUPIED.

0) The stand must be equipped with at least 2 approved (U.L. or F.M.) 2112 gallon water type or equivalent fire extinguishers.

(j) No heating device of any kind is permitted in the stand.

(k) No smoking signs must be prominently posted on the stand and in thevicinity of the stand. Smoking shall not be permitted within 25 feet of thestand. The stand supervisor shall be responsible for enforcing the no smokingregulations.

(1) A motor vehicle cannot be parked within 25 feet of a fireworks stand.No cooking or heating may occur in a motor vehicle located within 50 feet of afireworks stand.
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(M) Fireworks shall not be discharged within 300 feet of a fireworksstand. Signs to this effect shall be posted conspicuously at the stand.

(n) In transporting fireworks from warehouses to stands (suchas during re-supply), all federal, state and local transportationrequirements must be met, including but not limited to placardingrequirements for vehicles carrying over 1,000 pounds of fireworks.

(o) It is unlawful to deliver fireworks to, or store fireworksat, other than the permit location.

(p) No fireworks shall be stored outside the stand in anyvehicle, trailer, or camper. If the stand is left unattended duringhours of darkness, all fireworks must be securely locked in a storagemagazine constructed of two-irch thick wood material throughout andthe stand must be securely locked against unauthorized entry.

Transportation of fireworks to another fireworks location isprohibited. Such fireworks shall remain in the stand during thesales period.

(q) Stands must be under the direct supervision of a competentadult 18 years of age or older at all times. The location of theclosest telephone must be prominently posted within the stand.Overnight sleeping in a stand is prAibited. A separation distance of25 feet must be maintained between the trailer, camper, vehicle andthe stand.

Customers shall not be permitted inside the stand.

(s) A clear aisle or walkway must be maintained inside thestand for the full length of the stand.

M The sale of common fireworks to persons under the age ofsixteen years is prohibited. A sign to this effect shall be promi-nently posted on the stand.

(u) At the end of the sales period, remaining stocks offireworks must remain in the stand until removed from the City andmust be removed from the City within 24 hours.

Section 78A.108 Public Display of Fireworks.

(a) Every public display of fireworks shall be handled by acompetent operator approved by the Chief and shall be of such
character, and so located, discharged, or fired, that, in the opinionof the Chief, after proper investigation, it will not constitute ahazard to property or endanger any person.

(b) A State Pyrotechnics License is required for operators ofpublic display of fireworks.
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(c) A bond or certificate of insurance must be furnished to the Chiefbefore a permit is issued. The bond shall be in the amount of One MillionDollars 41,000,000) and shall be conditioned upon the applicant's payment ofall damages to persons and property resulting from or caused by such publicdisplay of fireworks, or by any negligence on the part of the applicant or itsagents, servants, employees or subcontractors in the presentation of thedisplay. The certificate of insurance shall evidence a comprehensive generalliability (including automobile coverage) insurance policy providing limits ofOne Million Dollars ($1,000,000) combined single limit, per occurrence andannual aggregate, no deductible, and naming the City of Seattle as anaddill-ional insured. The insurance policy shall also meet the requirementsof Section 4.111(c) of the Seattle Fire Code.

(d) Transportation and Storage

1. All fireworks shall be transported within the city in accordancewith 49 CFR part 177 and 397.9(b) prior to reaching the displaysite.

As soon as the fireworks have been delivered to the display site,they shall be attended and shall remain dry.

All shells shall be inspected upon delivery to the display site
by the display operator. Any shells having tears, leaks, broken
fuses, or showing signs of having been wet shall be set aside andshall not be fired. After the display, any such shells shall beeither returned to the supplier or destroyed according to the
supplier's instructions.

4. All fireworks at the firing site must be stored in ready boxes
(substantially constructed wood magazines). During the display,the magazines must be 25 feet upwind (relation to firing time)from the nearest mortar. Magazine lids must open in the oppositedirection to the firing. All ready boxes are to be protected by a
flameproof water repellent canvas cover until emptied.

5. The shell storage area shall be located at a minimum distance ofnot less than 25 ft. from the discharge site.

6. During the display, shells shall be stored upwind from the
discharge site. If the wind shifts during the display, the shell
storage area shall be relocated to be upwind from the dischargesite.

Preparation of Site and Crowd Control

1. All dry grass, weeds and other combustible waste matter within 50feet of the firing site shall be removed.

2. When the display is fired from a barge, such barge shall be of
non-combustible construction or have a non-combustible surface.

3. The site shall be located so that the trajectory of shells shall
not come within 25 feet of any overhead object.

Discharged fireworks shall not come within 100 feet of any tent
or canvas shelter.
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The firing and storage site shall be located not lessthan 200 feet from any building.

6. No boats shall be allowed within 200 feet of the firingor storage site.

7. The operator shall provide sufficient personnel to assurethat no Hnn"thn"4 .4

... persons are allowed within 200 feet ofthe firing and storage site. This requirement shall bein effect from one-half hour prior to the arrival offireworks until all fireworks debris, equipment andfireworks have been removed from the site.

Spectators shall be restrained behind lines or barriersat least 200 feet from the firing and storage locations.

(f) Installation of Mortars

I. Mortars shall be inspected for dents, bent ends, andcracked or broken plugs prior to ground placement.Mortars found to be defective in any way shall not beused. Any scale on the inside surface of the mortarsshall be removed.

2. Mortars shall be positioned so that the shells arecarried away from spectators and buildings. When
fired over water, mortars shall be installed at an
angle of not less than 10 degrees, pointing toward
the water.

3. Mortars shall be either buried securely into the
ground to a depth of 2/3 to /4 of their length orfastened securely in mortar boxes or drums. In soft
ground, heavy timber or rock slabs shall be placedbeneath the mortars to prevent their sinking or beingdriven into the ground during firing.

4. In damp ground, a weather-resistant bag shall be
placed under the bottom of the mortar prior to
placement in the ground to protect the mortar againstmoisture.

5. Weather-resistant bags shall be placed over the openend of the mortar in damp weather to keep moisture
from accumulating on the inside surface of the mortar.

6. Sand bags, dirt boxes, or other suitable protection
shall be placed around the mortars to protect the
operator from ground bursts. This requirement shall
not apply,to the down-range side of the discharge
site.

(g) Operation of the Display

1. The operator shall provide fire protection at the site
as required by the Chief,

2. Only permitted fireworks are authorized for use.
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3. When the display is fired from a barge or vessel, a security areashal I be establ i shed around the barge to prevent boats from
entering the fallout area. No boats shall be allowed within 200feet of the firing or storage site. A boat shall be on standbyto remove personnel from the barge or water in an emergency.All personnel aboard the barge shall have approved flotationdevices. Additional fire extinguishers, rated 2A minimum, shallbe on the barge and so spaced that an extinguisher shall beavailable within 30 feet at all times.

4. If, in the opinion of the Chief or his authorized representativelack of crowd control should pose a danger, the display will be
immediately discontinued until such time as the situation is
corrected.

5. If at any time high winds or unusually wet weather prevail such
that, in the opinion of the Chief, his authorized representativeor the display operator, a definite danger exists, the public
display shall be postponed until weather conditions improve to
permit safe discharge of fireworks.

6. Light snow or mist need not cause cancellation of the display;
however, all materials used in the display shall be protected from
the weather until immediately prior to use.

7. Display operators and assistants shall use only flashlights or
approved electric lighting for artificial illumination.

8. Display operators and assistants shall be 18 years of age or older.
The operator will ensure that no person under the age of 18 yearsis allowed within 200 feet of the firing and storage site.

9. No smoking or open flames shall be allowed within 50 feet of the
firing or storage area as long as shells are present. Signs to
this effect shall be conspicuously posted.

10. The first shell fired shall be carefully observed to determine
that its trajectory will carry it into the intended firing rangeand that the shell functions over, and any debris falls into, the
planned landing area.

11. The mortars shall be re-angled or reset if necessary at any time
during the display.

12. When a shell fails to ignite in the mortar, the mortar shall not
be touched for a minimum of 5 minutes. After 5 minutes it shall
be carefully flooded with water. Immediately following the
display, the mortar shall be emptied into a bucket of water. The
supplier shall be contacted as soon as possible for proper disposal
instructions.
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13. Operators shall not attempt to repair a damaged shell
nor shall they attempt to dismantle a dry shell. in
all such cases, the supplier shall be contacted as
soon as possible for proper disposal instructions.

14. Operators shall not dry a wet shell, lance, or pot for
reuse.

15. The entire firing range shall be inspected immediately
following the display to locate any defective shells.
Any such shells found shall be immediately doused with
water before handling. The shells shall be placed in
a bucket of water. The supplier shall then be
contacted as soon as possible for proper disposal
instructions.

16. When fireworks are displayed in darkness the sponsor
shall ensure that the firing range is inspected early
the following morning.

17. Any fireworks remaining unfired after the display
shall be immediately disposed of or removed from the
City in a safe manner.

18. The debris from discharged fireworks shall be properly
disposed.

(h) The denial by the Fire Chief of a permit for the public
display of fireworks may be appealed to the City Council.

Section 78A.109 Prohibited Acts.

(a) The manufacture of fireworks within the City of Seattle is
prohibited.

(b) The discharge or possession of any fireworks in public
parks is prohibited, unless approved by the Director of the Parks
and Recreation Department and the Chief.

(c) The discharge of fireworks inside or upon a structure is
prohibited, unless a permit has been obtained from the Chief.

(d) The discharge of fireworks in a manner which constitutes
a hazard to persons or property is prohibited.

(e) The discharge or throwing of ignited fireworks from
vehicles or buildings is prohibited.

(f) The discharging or throwing of ignited fireworks from
watercraft or vessels is prohibited, unless a permit has been obtained from the
Chief.

(9) Fireworks shall not be transported in or upon vehicles used
for mass transportation such as buses or trains.

Section 78A.110 Seizure of Fireworks

The Chief shall seize, take, remove or cause to be removed at
the expense of the owner, all fireworks offered or exposed for sale, stored,
possessed or used in violation of this article.
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(a) Any person whose fireworks are seized under the provisions
of this article, may within 10 days after such seizure, petition the
Chief in writing to return the fireworks seized upon the grounds that
such fireworks were illegally or erroneously seized. Such petitions
shall be considered by the Chief within 15 days after filing and an
oral hearing granted 61-o the petitioner if requested. The decision of
the Chief shall be provided in writing to the petitioner. The Chief
may order the fireworks seized under this chapter disposed of, or
returned to the petitioner if illegally or erroneously seized,
providing such return is in compliance with state law or this

Inarticle.

(b) The determination of the Chief is final, unless within 60
days an action is commenced in the Municipal Court of the City of
Seattle for the recovery of fireworks seized by the Chief.

(c) If the fireworks are not returned to the petitioner or
destroyed, the Chief may sell all confiscated common fireworks and
special fireworks that are legal for use and possession under State
Law and this Article to wholesalers licensed by the State of Washington.
Sales shall be made by public auction after publishing a notice of the
date, place and time of the auction in a newspaper of general circulation
within the City. Such notice of public auction shall be made at least 14
days prior to the date of auction. The proceeds of any sale of seized
fireworks under this article, shall be deposited in a special fund which
shall be used for the sole purpose of educating the public on firework
safety.

(d) Fireworks that are illegal for use and possession in this
,state shall be turned over to the State Fire Marshal for destruction.
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Sub-Section 79.104 (c) is added to read as follows:

(c) Approved Containers. It is unlawful to sell, offer for sale, or
distribute any container for the storage and/or handling of flammable liquids,
unless such container has been approved for such purpose under applicable
provisions of this Code.
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Sec. 79.202(a) is revised to read as follows:

INSIDE LIQUID STORAGE ROOM

Sec.79.202(a) General. Inside Liquid Storage Rooms shall comply with
all the requirements of Section 79.203 and this section.

EXCEPTION: The drain/clarifier may be omitted on rooms not over
150 sq. ft. in area.
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Section 79.401 is revised to read as follows:

General

Sec. 79.401, The storage of flammable and combustible liquids in
closed containers or portable tanks shall be in accordance with this
division. The outside storage of Class I liquids in quantities
exceeding 10 gallons is prohibited in the Downtown Fire District and
the Central Waterfront Fire District, except at locations lawfully so
used prior to February 7, 1977. For permits, see Section 4.101.
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Section 79.501 is amended to read as follows:

Sec . 79.501. The storage of flammable and combustible liquids in above-
ground tanks is prohibited in the Downtown Fire District and the Central
Waterfront Fire District.

EXCEPTIONS:

1. Individual tanks of not more than 60 gallons capacity.

2. Individual tanks of not more than 275 gallons capacity, containing other
than Class I flammable liquids and connected to a heating plant or emergency
equipment such as required by Building Code Section 1807.

3. Above-ground tanks legally installed and in use prior to January 19,
1959.
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Section 79.510(a) is amended to read as follows:

Fire Protection.

Sec. 79.510(a). Each above-ground tank or group of tanks for storage shall
be protected with approved fire control equipment. Automatic fire control
equipment shall be provided for tanks storing Class I and II liquids.

New Section 79.511 is added to read as follows:

Tank Marking

Sec. 79.511. All aboveground storage tanks over 100 gallons (water
capacity) permanently installed, mounted or affixed and used for the storage
of Class I, II or III-A liquids shall bear the label or placard in accordance
with U.F.C. Standard No. 79-3, identifying the material therein.

EXCEPTION: 1. Tanks of 300-gallon capacity or less located on private
property and used for heating and cooking fuels in single-family dwellings
need not be marked.

2. Tanks containing a commonly recognized product and labeled with the
product name, such as "gasoline," "diesel," etc. Letters shall be at
least 3 inches in height and 1/2 inch in stroke.
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New item 4 is added to Section 79.903(a) to read is follows:

4. If a latch-open device is used, the device must disengage when the
nozzle is returned to the dispenser (pump).

The exception to Section 79.903b is revised to read as follows:

EXCEPTION: Supervision by a qualified attendant is not required for a
service station which is not open to the public and which is used only by
a commercial, industrial, governmental or manufacturing establishment for

fueling vehicles used in connection with their business, provided that the
owner of such station is accountable for the safe operation of the station
and the training of the users thereof. Such stations may include card or
key operated dispensers.
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Section 80.101 is amended to read as follows:

Scope

Sec. 80-101. The purpose of this article is to provide requirements for the
prevention, control and mitigation of dangerous conditions related to
hazardous materials and to provide information needed by emergency response
personnel. Hazardous materials are those chemicals or substances defined as
such in Article 9. See Appendix VI-A for the classification of hazard
categories and hazard evaluations.

The general provisions and requirements in Division I shall apply to all
hazardous materials, including those materials regulated elsewhere in this
Code, except that when specific requirements are provided in other articles,
those specific requirements shall apply. When a material has multiple
hazards, all hazards shall be addressed.

Alternate Materials and Methods. In particular installations, the provisions
of this Article may be altered in accordance with Section 2.301 at the
discretion of the Chief after consideration of the special features such as

topographical conditions, barricades, walls, adequacy of building exits,
nature of occupancies, proximity to buildings or adjoining property and the
character of construction of such buildings and the character of materials to
be stored, nature of process, degree of private fire protection to be provided
and the adequacy of facilities of the Fire Department to cope with hazardous
material fires and releases.

The classification system referenced in Division II shall apply to all
hazardous materials, including those materials regulated elsewhere in this
Code.

EXCEPTIONS: 1. The off-site transportation of hazardous materials when
in conformance with the Department of Transportation (DOT) regulations.

2. The quantities of alcoholic beverages, medicines, foodstuffs and
cosmetics, containing not more than 50 percent by volume of water-miscible
liquids and with the remainder of the solutions not being flammable, in
retail sales occupancies are unlimited when packaged in individual
containers not exceeding 4 liters. Also refer to Section 80.109.

For existing buildings, see Section 1.103(b).
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Section 80.102 is amended to read as follows:

The definition of control area is revised to read as follows:

CONTROL AREA is a space bounded by not less than a one-hour fire-resistive
occupancy separation within which the exempted amounts of hazardous materials
may be stored, dispensed, used or handled. Storage or use of quantities in
excess of exempt amounts in a single control area is required by the Seattle
Building Code, Section 901 to be in occupancies rated as the appropriate H

occupancy. The number of control areas within retail and wholesale
occupancies must not exceed two, and the number of control areas in other
occupancies must not exceed four.

New definitions are added to read as follows:

CUTOFF STORAGE refers to storage in the same building or inside area, but
physically separated from incompatible materials. Cutoff separations must
have a fire resistance rating of at least one hour. [NFPA 43A-1980]

EMERGENCY POWER is current supply such that in the event of failure of the
normal supply to, or within the building or buildings concerned, power will be
available within the time required for the application, but not to exceed 10
seconds. [National Electric Code Section 700-12]

STANDBY POWER is current supply such that in the event of failure of the
normal supply to, or within the building or buildings concerned, power will be
available within the time required for the application, but not to exceed 60
seconds. [National Electric Code Section 701-11]
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Section 80.103(a) Paragraph 3 is amended to read as follows:

No person, firm or corporation rgautned to file a facility closure

plan shall install, repa4r, abandon, reigove, plaGe temporarily--o4t-4f

,
close or subs'Lantially modify a storage facility or other

area regulated by this article is K.,ithout
a

prior approval from the Chief. (See also Sections 80.107 and 80.108.)
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Section 80.103(c) and (d) are amended to read as follows:

(c) Hazardous Materials Management Plan. When required by the Chief,
each application for a permit pursuant to this Article shall include
a Hazardous Materials Manaqement Plan (HMMP) in ac rdance withco

Le r. J ulatq the Chief.

(d) Hazardous Materials Inventory Statement. When required by the Chief,
each application for a permit pursuant to this Article shall include
a Hazardous Materials Inventory Statement (HMIS) in accordance with

requirements stiDulated by th.e--Chief.

Sections 80.104(b) and (c) 2. are amended to read as follows:

(b) Release of Hazardous Materials. In the event a fire or accidental

rele~!~_2f a hazardo.us material occur
-

s.
-

the owner or occupant shall

immediately report such fire or release of hazardous material to the
a rtme nt

EXCEPTIONS: 1. Materials intended for use in weed abatement,
erosion control, soil amendment or similar applications, when applied
in accordance with the manufacturer's instructions or nationally
recognized practices.

2. Materials released in accordance with federal, state or local

governing regulations or permits of the jurisdictional Air Quality
Management Board with a National Pollutant Discharge Elimination

System Permit, with waste discharge requirements established by the

jurisdictional Water Quality Control Board or with local sewer

pretreatment requirements for publicly owned treatment works.

(c) 2. The Chief shall be immediately notified in the event of an

unauthorized discharge of a hazardous material.
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Section 80.104(e) is amended to read as follows:

(e) Identification. Visible hazard identification signs as specified in
U.F.C. Standard No. 79-3 shall be placed at entrances to locations
where hazardous materials are stored, dispensed, used or handled in
quantities requiring a permit. The Chi-ef shall-desiqnate the

ecific entrances where signs are regy.ired. The Chief may waive
this requirement in special cases when consistent with safety.
Individual containers, cartons or packages shall be conspicuously
marked or labeled in accordance with nationally recognized standards
or as aDDroved hy the_.~hief. See also Section 80.301(d).

Section 80.106 Paragraph 2 is amended to read as follows:

When reau red by the Chief, responsible persons shall be designated and
trained to be liaison personnel for the Fire Department. These persons
shall aid the Fire Department in pre-planning emergency responses and
identification of the locations where hazardous materials are located and
shall have access to Material Safety Data Sheets and be knowledgeable in
the site emergency response procedures.

Section 80.107 is amended to read as follows:

Wher rUgjj~~~~, the permit holder or applicant shall
S,

4
:t a plan to the Fire Department to terminate storage, dispensing,

handling or use of hazardous materials at least 30 days prior to
closure when the out of service oeriod exceeds 15 days. The plan
shall demonstrate that hazardous materials which were stored,
dispensed, handled or used in the facility have been transported,
disposed of or reused in a manner that eliminates the need for further
maintenance and any threat of fjLL_~~ ~~. Such plan shall be
in accordance with Section 80.103.
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Section 80.108 is amended to read as follows:

Out-of-service Facilities

Sec. 80.108. Facilities may be placed out-of-service in accordance with the

following:

Temporarily out-of-service facilities. Facilities which are

temporarily out-of-service shall continue to be permitted, monitored
nca

'

inspec+-ed. _F'agJ_lJ_tj!es for which a clos-._ire

notify t~e Chief when the out-of-service_period exceeds 15 days.

Permanently out-of-service facilities. Facilities for which a permit
is not kept current or is not monitored and inspected on a regular
basis shall be deemed to be permanently out-of-service and shall be
closed in accordance with Section 80.107.

See also Section 80.103.

New Section 80.109 is added to read as follows:

Retail Display

Section 80.109. When in accordance with this section, the aggregate

quanht.v of nonflammable solid and non-flammable or non-combustible liquid
hazardous materials permitted within a single control area of a Group B,

Division 2 retail sales occupancy may, when approved by the Chief, exceed the

exempt amounts specified in Division Ill. (Tables 80.306-A, 80.309-A, 80.310-

A, 80.312-A, 80.314-A and 80.315-A.) The maximum allowable quantity in pounds
or gallOns permitted within a single control area of a retail sales occupancy
may be the amount derived from the formula: Er = E x p x A

K.,
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WHERE:

E, =exempt amount permitted in a single control area of a retail sales
occupancy.

E = exempt amount specified in Division III exempt amount tables.

p
= density factor from Table No. 80.109.

A = square footage area of the hazardous material retail display or storage.

The maximum aggregate floor area for hazardous material retail display or
storage over which the density factor may be applied shall not exceed 1500
square feet per control area.

The area of storage or display shall also comply with the following
requirements:

1. Display of solids shall not exceed 200 pounds per square foot of floor
area actually occupied by the solid merchandise.

2. Display of liquids shall not exceed 20 gallons per square foot of floor
area actually occupied by the liquid merchandise.

3. Display height shall not exceed 6 feet.

4. Individual containers less than 5 gal
'

Ions or less than 25 pounds shall be

stored on pallets, racks or shelves.

5. Storage racks and shelves shall be in accordance with the provisions of
Section 80.301(i).

6. Containers shall be approved for the use intended.

7. Individual containers shall not exceed 100 pounds or 5-gallon capacity.

Incompatible materials shall be separated in accordance with the
provisions of Section 80.301(n).

Floors shall be in accordance with the provisions of Section 80.301(z).
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10. Aisles 4 feet in width shall be maintained on three sides of the display
area.

11. Hazard identification signs shall be in accordance with the provisions o

Section 80.104(e).

Table No. 80.109, Page 323. Add a table as follows:

TABLE NO. 80.109

DENSITY FACTORS FOR EXEMPT AMOUNTS IN RETAIL SALES

HAZARD CATEGORIES

Physical Hazards:

Oxidizers; unstable

(reactive) materials; wate

reactive materials

Health Hazards:

Highly toxic solids and

liquids; corrosives; other

health hazard solids,

liquids and gases

CLASS DENSITY FACTOR p

Class 4 N. P.

Class 3 0.075

Class 2 0.006

Class I 0.003

Al 1 0.0013
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Section 80.301(b) is amended to read as follows:

(b) Containers and Tanks. 1. Design and Construction. Containers and
tanks shall be designed and constructed in accordance with nationally

recognized standards. See Section 2.304(b).

Section 80.301(b)3. is amended to read as follows:

3. Defective Containers and Tanks. Defective containers and tanks shall be
remloved from service, repaired or disposed of in an approved manner. See
Sect-ion 2.304(b).

------------- -
Section 80.301(b)5. is amended to read as follows:

5. Underground Storage Tanks. Underground storage tanks used for the storage
of hazardous materials shall be:

a. properly installed according to industry standards.

b. equipped with devices that prevent spills and over-fills.

C. protected (including piping) from corrosion.

When required by state and federal regulations,

i . equipped (including piping) with leak detection and,

ii.provided with secondary containment (see also Sections 79.601 and
79.603 of this Code).
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Section 80.301(e) is amended to read as follows:

(e) Security. The storage of hazardous materials shall be protected
aqainst tampering or trespassers,,by fencinq or other control measures.

Section 80.301(f) is amended to read as follows:

(f) Ignition Sources. Smoking, use of open flames or high temperature
devices in a manner which creates a hazardous condition shall not be

permitted.

EXCEPTION: Energy-consuming equipment listed for use with the hazardous
material stored.

Section 80.301(g) is amended to read as follows:

(g) Protection from Light. Materials which are sensitive to light and
are made hazardous bv such exDosure shall be stored in containers designed
to protect them from such exposurle.

Section 80.301(k) is amended to read as follows:

(k) Storage Plan. A storage plan shall be provided when reguired by t-he
Chief. The plan shall indicate the intended storage arrangement,
including the location and dimensions of aisles.

EXCEPTION: An additional storage Dlan Will not be necessary if previously
submitted as Dart of a ha7ardnu-, materials management_plan.
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Section 80.301(1)4 exception is amended to read as follows:

EXCEPTION: The provisions of this subsection may be waived when the
Chief or other official charged with the enforcement of this code has
determined that such enforcement is preempted by other codes, statutes or
ordinances, or other satisfactory safequards are in olace. See Section
80.101.
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Section 80.301(m) is amended to read as follows:

(m) Ventilation. Unless exempted or otherwise provided for in Sections 80.302
through 80.315, indoor storage areas and storage buildings shall be provided
with mechanical exhaust ventilation, only if the_material has a hazard rankina
of 3 or 4 in accordance with LF.C. Standard 79-3 or when reguired by the
Chief.

EXCEPTION: Where natural ventilation can be shown to be acceptable for
the materials as stored.

Exhaust ventilation systems shall comply with the following:

1. Installation shall be in accordance with the provisions of the Mechanical
Code.

2. Mechanical ventilation shall be at a rate of not less than I cubic foot
per minute per square foot of floor area over the storage area.

3. Systems shall operate continuously. Alternate designs may be approved by
the Chief.

4. A manual shutoff control shall be provided outside the room adjacent to
the access door into the room or in a location approved by the Chief. The
switch shall be of the break-glass type and shall be labeled "Ventilation
System Emergency Shutoff."

Exhaust ventilation shall be arranged to consider the density of the
potential fumes or vapors released. For fumes or vapors that are heavier
than air, exhaust shall be taken from a point within 12 inches of the
floor,

6. The location of both the exhaust and inlet air openings shall be arranged
to provide air movement across all portions of the floor or room to
prevent the accumulation of vapors.

7. Exhaust ventilation shall not be recirculated within the room or building
if the materials stored are capable of emitting hazardous vapors.
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Section 80.301(o)2 is amended to read as follows:

2. Construction. Cabint%+e 'k !--be c-onstru-ted -F
mae _;I .

The i nteri or of
cabinets shall be treated, coated or constructed of materials that are
nonreactive with the hazardous material stored. Such treatment, coating
or construction shall include the entire interior of the cabinet.
Cabinets shall either be listed as suitable for the intended storage or
constructed in accordance with the following:

A. Cabinets shall be of steel having a thickness of not less than 0.043
inch. The cabinet, including the door, shall be double walled with I

1/2-inch airspace between the walls. Joints shall be riveted or
welded and shall be tight fitting. Doors shall be well fitted, self-
closing and equipped with a self-latching device.

The bottoms of cabinets utilized for the storage of liquids shall be

liquid tight to a minimum height of 2 inches.

Section 80.301(q) 1st paragraph is amended to read as follows:

(q) Explosion Venting or Suppression. Unless exempted or otherwise
provided for in Sections 80.302 through 80.315, indoor storage areas and
storage buildings shall be provided with explosion venting, equivalent
protective devices, suppression systems or barricades. The designs shall

recoqnize the nature of the stored material
and its,likely behavior in-an exDlosion and s~~
recognized standards. Areas which are provided with explosion venting
shall comply with the following:

1. Walls, ceilings and roofs exposing another occupancy or use shall be

designed to resist a minimum internal pressure of 100 pounds per
square foot.
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Section 80.301(t) is amended to read as follows:

M Limit Controls and ~L~ Devices.

Unless exempted or otherwise provided for in Sections 80.302 through 80.315,
limit controls shall be provided as follows:

1. Liquid-level limit control. Atmospheric tanks with a capacity
exceeding 500 gallons used for the storage of hazardous materials
liquids shall be equipped with a liquid-level limit control to
prevent overfilling of the tank.

EXCEPTIONS: a. Tanks monitored by a system which will limit net contents
by weight.

b. The Chief may accept audible warning systems or limit the contents of
the tank by other means.

I
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Section 80.301(u) is amended to read as follows:

(u)Manual Alarm. A local fire alarm manual pull station or approved
emergency signal device shall be installed outside of required exits from Oa4;h

intepi

v' n-,+
storage buildings, rooms or areas or in locations

desiInated by the Chief. Activation of the manual alarm shall sound a local
alarm.

Section 80.301(y) is amended to read as follows:

(y)Fire Access Roadways and Water Supply. Fire access roadways and approved
water supplies shall be provided for exterior storage areas in accordance with
the following:

I. Fire access roadways. Fire apparatus access roadways shall be

provided to within 150 feet of all portions of an exterior storage
area. Such access roadways shall comply with the provisions of
Section 10..207.

2. Water supply. An approved water supply shall be provided. Fire
hydrants or other approved means capable of supplying the required
fire flow shall be provided to within 150 feet of all portions of an
exterior storage area. The water supply and fire hydrants shall

comply with the provisions of Section 10.301.
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Section 80.303(a)4 is amended to read as follows:

4. Explosion venting or suppression. When flammable qases which are toxic
or highly toxic are stored in rooms outside of gas cabinets or exhausted

enclosures, the storage rooms shall be provided with explosion venting or

suppression in accordance with the provisions of Section 80.301(q).
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Section 80.303(c)3 is amended to read as follows:

(c)Special Provisions. 1. Seismic protection. Stationary tanks and
associat-ed piping systems shall be seismically braced in accordance with the
provisions of the Building Code.

2. Security. Storage areas shall be secured against unauthorized entry.

3. Gas cabinets for leaking cylinders. At least one gas cabinet or
exhausted enclosure shall be provided for the handling of leaking cylinders.
The cabinet or enclosure shall be located as follows:

A. Within or adjacent to exterior storage areas.
B. Within separate gas storage rooms used for cylinders.

The gas cabinets or exhausted enclosure shall be connected to a treatment
system as specified in Section 80.303(a)6D.

EXCEPTIONS:

1. A cabinet or exhausted enclosure need not be provided for leaking
cylinders if all cylinders are stored within gas cabinets or exhausted
enclosures.

2. A cabinet or exhausted enclosure need not be provided for leaking
cylinders if a U. S. Department of Transportation (DOT) approved cylinder
containment vessel is provided.
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Section 80.306(a)l is amended to read as follows:

Liquid and Solid oxidizers

Sec. 80.306 (a) Indoor Storage. 1. General. Indoor storage of liquid and
solid oxidizers shall be in accordance with Section 80.306(a) and the general
provisions specified in Section 80.301.

EXCEPTION: For retail display of nonflammable solid and
nonflammable or noncombustible liquid Class 1, Class 2 and Class 3

oxidizers, see Section 80.109.

Table 80,306-A is revised to read as follows:

TABLE NO. 80.306-A

LIQUID AND SOLID OXIDIZERS""
EXEMPT AMOUNTS

CONDITION

EXEMPT AMOUNT (Pounds

I

CLI
I

CL2
I

CL3
I CL4

Unprotected by sprinklers or cabinet 1,000
Within cabinet in unsprinkled building 2,000
In sprinkled building, not in cabinet 2,000

,,In sprinkled building, within cabinet 4,000

10

20

20

40

0

1

2

For liquid oxidizers, a conversion of 10 pounds per gallon shall be
used.

2. No exempt amounts of Class 4 oxidizers are permitted in Group R

Occupancies, offices or retail sales portions of Group B

Occupancies.

3. No exempt amounts of Class 4 oxidizers are permitted in Group A, E,

I, or M Occupancies, or in classrooms of Group B Occupancies unless
storage is within a hazardous material storage cabinet containing
no other storage.

4. A maximum quantity of 200 pounds of solid or 20 gallons of liquid
Class 3 oxidizers may be permitted in Groups 1, M and R Occupancies
when such materials are necessary for maintenance purposes or
operation of equipment. The oxidizers shall be stored in approved
containers and in a manner approved by the Chief.
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Section 80.306(a)8 is amended to read as follows:

8. Explosive venting or suppression. Explosion venting or suppression
shall not be required in storage areas for Class 1. 2 and 3 oxidizers.
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Table No. 80.307-A is revised to read as follows:

TABLE NO.80.307-A

ORGANIC PEROXIDE STORAGE EXEMPT AMOUNTS123

EXEMPT AMOUNT (Pounds)

CONDITION

Unprotected by sprinklers or cabinet

Within cabinet in unsprinkled building
In sprinkled building, not in cabinet

In sprinkled building, within cabinet

UD CLI CLII CLIIT-I I

LIV

0 5 50 125 500

0 10 100 250 1,000
1 10 100 250 1,000

20 200 500 2,000

UD - Unclassified detonatable

For )raaniC DeroXidp Jinjji
d,s,,, a conversion of 10 pounds per

qallon shall be used.

No exempt amounts of unclassified detonatable or Class I organic
peroxides are permitted in Group R Occupancies or offices or
retail sales portions of Group B Occupancies.

No exempt amounts of unclassified detonatable or Class I organic
peroxides are permitted in Group A, E, I or M Occupancies or in
classrooms of Group B Occupancies unless storage is within a

hazardous material storage cabinet containing no other storage.
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Section 80.309(a) is amended to read as follows:

Unstable (Reactive) Materials

Sec. 80.309. (a) indoor Storage. 1. General. Indoor storage of unstable
(reactive) materials shall be in accordance with the provisions of Section
80.309(a) and the general provisions specified in Section 80.301.

EXCEPTIONS: 1. Detonatable, unstable (reactive) materials shall be
stored in accordance with Article 77.

2. For retail display of nonflammable solid and nonflammable or
noncombustible liquid unstable (reactive) materials, see Section 80.109.
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An exception is added to Section 80.310(a) 1. as follows:

Water-reactive Materials

Sec. 80.310. (a) Indoor Storage. 1. General. Indoor storage of water-
reactive materials shall be in accordance with the provisions of Section
80.310(a) and the general provisions specified in Section 80.301.

EXCEPTION: For retail display of nonflammable solid and
nonflammable or noncombustible liquid water-reactive materials, see
Section 80.109.

Table 80.310-A is amended to read as follows:

TABLE NO. 80.310-A

WATER-REACTIVES EXEMPT AMOUNTS (in pounds),

CONDITION CLASS I CLASS 2 CLASS 3 CLASS 4 2

Unprotected by sprinklers or cabinet 125 50 5
Within cabinet in unsprinkled building 250 100 10
In sprinkled building, not in cabinet NL 100 10
In sprinkled building, within cabinet NL 200 20

L - Not Limited

'For Water-reactive materials, a conversion of 10 pounds per gallon shall be used.
'The U.F.C. Standard No. 79-3 classification system does not currently provide for

Class 4 water-reactive materials.
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An exception is added to Section 80.312(a)l to read as follows:

Highly Toxic Solids and Liquids

Sec. 80.312. (a) Indoor Storage. 1. General. Indoor storage of highly toxic
solids and liquids shall be in accordance with the provisions specified in
Subsections 80.312(a) and (c) and Section 80.301.

EXCEPTION: For retail display of nonflammable solid and nonflammable or
noncombustible liquid highly toxic materials, see Section 80.109.

11
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An exception is added to Section 80.314(a)l to read as follows:

Corrosives

Sec. 80.314. (a) Indoor Storage. 1. General. Indoor storage of corrosive

materials shall be in acco~-dance with the provisions of Section 80.314(a) and

the general provisions specified in Section 80.301.

EXCEPTION: For retail display of nonflammable solid and nonflammable or

noncombustible liquid corrosive materials, see Section 80.109.
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An exception is added to Section 80.315(a)l to read as follows:

Other Health Hazard Solids, Liquids and Gases

Sec. 80.315 (a) Indoor Storage. 1. General. Indoor storage of other health
hazard solids, liquids and gases shall be in accordance with the provisions of

Sections 80.315 (a) and (c) and the general provisions specified in Section
80.301.

EXCEPTION: For retail display of nonflammable solid and noncombustible or
nonflammable liquid other health hazard materials, see Section 80.109.
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Section 80.401(b)3 and 4 are amended to read as follows:

(b) Containers, Cylinders and Tanks. 1. General. Containers, cylinders and
tanks utilized for the dispensing, handling or use of hazardous materials
shall comply with the provisions of Section 80.401(b).

2. Design and Construction. Containers, cylinders and tanks shall be

designed and constructed in accordance with nationally recognized standards.
See Section 2.303(b).

3. Tanks Out of Service 90 Days. Any stationary tank not used for a period
of 90 days shall be properly safeguarded maintained or removed in manne
app-~ ~ accordance with natio-ally recognized standards of good
pja_ctice. Such tanks shall have the fill line, gage opening and pump
connection secured against tampering. Vent lines shall be properly
maintained.

4. Defective Containers, Cylinders and Tanks. Defective containers,
cylinders and tanks shall be removed from service, repaired or disposed of in

accordance with nationally recoqnized standards qL_qood
ractice.
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An exception is added to Section 80.401(c)3C to read as follows:

C. Where gases or liquids are carried in pressurized piping above 15 psig,
excess flow control shall be provided. Where the piping originates from
within a hazardous material storage room or area, the excess flow control
shall be located within the storage room or area. Where the piping
originates from a bulk source, the excess flow control shall be located as
close to the bulk source as practical.

EXCEPTION: WheLe f~~cqss flow control is not aDDroDriate accordinq to
nationally recognized standards of

...

good practice.
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Section 80.401(n)l is amended to read as follows:

(n) Signage. In addition to the hazard identification signs required by
Section 80.104(e), additional hazard identification and warning signs shall be

provided as follows:

Signs prohibiting smoking shall be provided in accordance with the
provisions of Article 13.

Section 80.401(o) is amended to read as follows:

(o) Security. Dispensing, use and handling areas shail--FeGured-a~,4nst

n

Other control_neasures.
q or trespassinq by fencinq or
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Section 80.402(a) is amended to read as follows:

Dispensing and Use

Sec. 80.402. (a) Exempt amounts. When the amount of hazardous materials
dispensed or used in one control area exceeds that specified in Tables Nos.
80.402-A or 80.402-B, such dispensing or use shall either be located in a room
or area constructed in accordance with the provisions of the Building Code or
located in an exterior dispensing, use or handling area located in accordance
with the provisions of Sections 80.301 through 80.315 or by other approved
methods in accordance with nati2pAlj~, recounized standards of good practice.

Section 80.402(b)2.B is amended to read as follows:

(b) Indoor Dispensing and Use. 1. General. Indoor dispensing and use of
hazardous materials shall be in accordance with the provisions of this
subsection and the general provisions specified in Section 80.401.

2. Open Systems. Dispensing and use of hazardous materials in open
containers or systems shall comply with the following:

A. Dispensing. When liquids having a hazard ranking of 3 or 4 in

accordance with U.F.C. Standard No. 79-3 are dispensed from tanks or
drums, dispensing shall be only by approved pumps taking suction from
the top.

B. Ventilation. When gases, liquids
'

or solids having a hazard ranking of
I or 4 in accordance with U.F.C. Standard No. 79-3 are dispensed or
used, mechanical exhaust ventilation shall be provided to Gapture
control fumes, mists or vapors at the point of generation.

EXCEPTION: Gases, liquids or solids which can be demonstrated not to

create harmful fumes, mists or vapors based on applicable recognized
standards.

Section 80.402(b)2.D is amended to read as follows:

Explosion Venting or Suppression. Explosion venting or suppression shall

be provided in accordance with the provisions of Section 80.301(q) when an

g2~~ ~ can occur because of the characteristics or nature of the
hazardous materials dispensed or used, or as a result of the dispensing or
use process.
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Section 80.402(b)3.D is amended to read as follows:

3. Closed Systems. Use of hazardous materials in closed containers or
systems shall comply with the following:

A. Use. Systems shall be suitable for the use intended and shall be
designed by persons competent in such design. Where nationally
recognized good practices or standards have been established for the

processes employed, they shall be followed in the design. Controls
shall be designed to prevent materials from entering or leaving
process or reaction systems at other then the intended time, rate or
path. Whenever automatic controls are provided, they shall be
designed to be fail safe.

B. Ventilation. If closed systems are designed to be opened as part of
normal operations, ventilation shall be provided in accordance with
the provisions of Section 80.402(b)2B.

C. Fire-extinguishing System. In addition to the provisions of Section
80.401(r), laboratory fume hoods and spray booths where flammable
materials are used shall be protected by an automatic fire-

extinguishing system.

D. Explosion Venting or Suppression. Explosion venting or suppression
shall be provided in accordance with the provisions of Section
80.301(q) when explosive environmen an explosion hazard- can occur
because of the hazardous materials dispensed or used, or as a result
of the dispensing or use process.

EXCEPTION: When process vessels are designed to fully contain the worst
case explosion anticipated within the vessel under process conditions

considering the most likely failure.
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An exception is added to Section 80.402(b)3.F(v) to read as follows:

(v) Gas Detection. Gas detection shall be provided in accordance with the

provisions of Section 80.303(a) 9. Activation of the monitoring system
shall automatically close the shutoff valve on highly toxic or toxic gas
supply lines related to the system being monitored.

EXCEPTION: Automatic shutdown need not be provided for reactors utilized
for the production of toxic or highly toxic gas when such reactors are:

1. Operated at pressure less than 15 psig.
2. Constantly attended.

3. Provided with readily accessible emergency shutoff valves.

Section 80.402(c)2 is amended to read as follows:

(c) Exterior Dispensing and Use. 1. General. Exterior dispensing or use of
hazardous materials in either closed or open containers or systems shall
be in accordance with the provisions of this subsection and the general
provisions specified in Section 80.401.

2. Dispensing. When liquids having a hazard ranking of 3 or 4 in accordance
with U.F.C. Standard No. 79-3 are dispensed from tanks or drums,
dispensing shall be o4y by approved pumps taking suction from the top gr
by other approved methods in accordance-with nationally Eggq&amp;nized

standards of qood practice
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Section 80.402(c)6.A is amended to read as follows:

6. Fire Access Roadways and Water Supply. Fire access roadways and appr
'

oved
water supplies shall be provided for exterior dispensing or use areas in
accordance with the following:

A. Fire Access Roadways. Fire apparatus access roadways shall be

provided to within 150 feet of all portions of an exterior dispensing
or use area. Such access roadways shall comply with the provisions
of Section 10.207.

An exception is added to Section 80.402(c)8.C to read as follows:

8. Special Requirements for Highly Toxic or Toxic Compressed Gases.

A. Gas Cabinets or Local Exhaust. When cylinders or portable containers
are used out-of-doors, gas cabinets or a locally exhausted enclosure shall
be provided. When gas cabinets are provided, the installation shall be in
accordance with the provisions of Section 80.303(a) 6B. The required
treatment system shall be designed in accordance with the provisions of
Section 80.303(a) 6D.

B. Exhaust Systems. Exhaust systems for gas cabinets or locally
exhausted enclosures shall be designed to handle the accidental
release of gas. Such exhaust systems shall be capable of diluting,
absorbing, neutralizing, burning or otherwise processing the entire
contents of the largest single tank or cylinder of gas in use.
Systems for such processing shall be designed as treatment systems in

accordance with the provisions of Section 80.303(a) 6D.

C. Gas Detection. Gas detection shall be provided in gas cabinets and
exhausted enclosures in accordance with the provisions of Section
80.303(a) 9. Activation of the monitoring system shall automatically
close the shutoff valve on highly toxic or toxic gas supply lines
related to the system being monitored.

EXCEPTION: Automatic shutdown need not be provided for reactors utilized
for the production of toxic or highly toxic gas when such reactors are:

1. Operated at pressure less than 15 psig.
2. Constantly attended.

3. Provided with readily accessible emergency shutoff valves.

362b





7-1

41
0
c



4j

.- tn w
-n ";l M
- ~iu F--

~ v 4- MrS--0 c
.

W :.-,

t,
0m
w



80. 402-B
UNIFORM FIRE CODE

TABLE NO. 80.402-B - EXEMPT AMOUNTS OF HAZARDOUS MATERIALS PRESENTING A HEALTH HAZARD

MAXIMUM QUANTITIES PER CONTROL AREA'

CLOSE, TEMS SYSUMS

Sol i J Lqud Gas Solid Liquid Gas
MATERIAL Lbs. Gal Cu. Ft 1 Lbs.1 Gal

. (Lbs.)' Cu.Ft.?

nogen .3 re U
I 'ecc~ morl~_ C ral or stat -6- "A'T

-
S~, urdejin E?s

Corrnsive 5oo.,
1 K01 1000 1003 0

Highly Toxic
(1) 201 1/4 (1/4) 0

Irritant 5000 500 6501 1000 100 0
Padioactivel Amount ~ Requiring z Permit See Sec. 4.1( )l

5000 500 650, 1000 100 0
Oth,ir Health Hazards 5000 Boo 6501 1000 100 0

for both footn*tes may be applied.

"Ihe dmour-,t may be doubled when dispensed or used in inside
P_nrLn_Qyed exha~usted qas cabinets, E:xhauste-~- enclosures or fume hoods. When Footnote I also
applies, Vine increase --or both footnotes may be applied.

--- - - -------
- ------ * --- ------------ -

'Containment shall be provided an-d shall be arranged so that sprinkler discharge cannot
overflow and mix materials wh,:", are not compatible.

'Permitted only when stored in approved exhausted gas cabinets or exhausted enclosures. See
Section 80.303(a)6 B.

Th,e amount may be doubled in sprinkled buildings. When Footnote 2 also aDolies the increase

'Licensed, sealed sources in instruments, calibration devices and equipment.

'The aggregate quantity in use and storage shall not exceed the quantity listed for storage.
See Division III.

I

'For the purposes of this section, quantities of compressed gas are to be determined at normal
atnlo5pheric pressure and temperature, I
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RAILROAD TRANSPORTATION OF HAZARDOUS CHEMICALS RESTRICTED

80.404(a). The transportation of rail and tank cars containing, or having
contained hazardous materials and requiring placards pursuant to 49 U.S.C.
1801, and 49 Code of Federal Regulations **

172.502, 172.504, and 172.508 is

permitted only during the period from 11:30 P.M. until 6:00 A.M. in the City's
Downtown Fire District, except -Chat portion of the railroad tracks in the

tunnel, that portion- nort.h of the north entrance to the railroad tunnel at

Stewart Street, and that south of the south entrance to the railroad
tunnel at Yesler Way. No person shall permit or authorize such

transportation; provided that the Fire Chief is authorized to issue special
pe-Mits for the transportation of hazardous materials in the downtown Fire
District during restricted hours (6:00 A.M. to 11:30 P.M.).

EXCEPTION: The following rail cars and materials are exempt from the

requirements of 80.404(a):

When the gross weight of all hazardous materials covered by Table 2 of 49
CFR 172.504 is less than 1,000 pounds, no placard is required for rail

cars and would not be regulated by this Seattle Fire Code requirement.

Tank cars that last contained combustible liquids and placarded as Residue
in accordance with 49 CFR 172.510.

Tank cars placarded as Residue in accordance with 49 CFR 172.510 and last
contained the following commiodities:

(A) Argon or argon, compressed, non-flammable gas, UN 1006

(B) Carbon dioxide, non-flammiable gas, UN 1013

"C) Helium or helium, compressed, non-flammable gas, UN 1046k

(D) Neon or neon, compressed, non-flammable gas, UN 1065
1

~E) Nitrogen or nitrogen, compressed, non-flammable gas, UN 1066

N Xenon, non-flammable gas, UN 2036

N10TE: This exemption does not apply to tank cars last containing
cryogenic liquids.

Boxcars, flatcars, or hopper cars which contain the following:

(A) Sodium nitrate bags, empty and unwashed, oxidizer, UN 1498

(B) Burnt cotton, not re-picked, flammable solid, NA 1325

(C) Charcoal (various forms)
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i
.

Charcoal briquettes

ii. Charcoal screenings, made from "pinon" wood

i i i
. Charcoal

,
she] I

iv. Charcoal, wood, ground, crushed, granulated, or pulverized
v. Charcoal, wood, lump

vi. Charcoal wood screenings, other than "pinon" wood screenings
All are flammable solid, NA 1361

(D) Coal, ground bitumirous, sea coal, coal facing,

etc., flammable solid, NA 1361

(E) Cosmetics, NOS, combustible liquid, NA 1993

(F) Matches, safety, flammable solid, UN 1944

(G) Medicines, NOS, combustible liquid, UN 1851

(b). The Chief is authorized to issue special permits for the transportation
of hazardous ma-l-A-,rials in the Downtown Fire District during restricted hours

(6:00 a.m. to 11:30 p.m.) when special circumstances are shown and special

safeguard:~, specified by the Chief, are provided.

Requests for such special permits shall be submitted in writing setting
forth the materials and quantities to be transported and the special
circumstances for which the request is being made.

(c). The railroad may petition the Chief in writing to add additional
mat-erials to the exemption list set forth in 80.404(A). Such petitions shall

contain the proper shipping na-me of the material for which the exemption is

be-~nq requested, along with the quantity to be shipped and the estimated

number of shipments. The Chief shall consider the petition and respond in

writing wi;Lhln 1.4 days after receiving the petition. The Chief's decision

shall be final subject to such appeals as may be provided by law.

Section 80.405 is added to read as follows:

CRIMES

Sec. 80.405. Any person, firm, corporation, or unincorporated association

operating or maintaining any vehicle in
'

violation of this article shall be

. 'Jgu::]~- of a crime as provided for in Chapter 12A of the Seattle Municipal
Code.
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Section 80.406 is added to read as follows:

INSPEC71ONS/BUILDINGS AND PREMISES

Sec. 80.406. Regular inspections of buildings and premises to determine

compliance with this article shall be conducted pursuant to the provisions of

Article 2 and 3 of this Code.

Section 80.407 is added to read as follows:

INSPECTIONS/VEHICLES

Sec. 80.407(a) In order to determine compliance with this Article, the

Chief, upon presenting identification to the owner, agent or operator, is

authori~ed to enter and inspect all vehicles, including equipment, containers
and labelling therein. Rules governing the conduct of regular, uniform and

systeniatic inspection, entry and
,

where appropriate, impoundment of vehicles,
shall be adopted by the Chief, pursuant to Section 2.102 of this Code.

(b) For purposes of this Article, "vehicles" means:

(1) Every "combination of vehicles", "commercial vehicle", "motor

truck", "motor vehicle", "semitrailer". "trailer", "truck tractor",
or "vehicle", all as defined in the Traffic Code, Seattle Mur-,icipal

Code, Chapter 11.14; and

(2) Container, cargo container, tank cont

whether or not connected to a chassis.
ner, and overseas van,

(c) The Chief shall make a record of inspection and a copy of said record
shall be provided to the owner, operator, or agent, or attached to the
vehicle. When necessary, vehicles shall be resealed using a Fire Department

iseal.

(d) In the event of a violation of this article and in the event that
further unrestricted movement of a vehicle may constitute a danger to persons
or property, the Chief may order the impoundment of such vehicles and the
immediate correction of the violation.

(e) Upon the refusal of an owner, agent or operator to allow entry or

inspection by the Chief acting under the authority of subsection (a) of this

section, the Chief shall order the impoundment of the vehicle, and shall

proceed to the Municipal Court of the City of Seattle and request an

administrative inspection warrant to complete the inspection.

(f) Failure to comply with the order of the Chief concerning the

il-Ppoundment of vehicles under this section, or the failure to stop for

purposes of allowing a request for inspection to be made pursuant to

subsection (a) of this section, or the failure to permit inspection pursuant
issued inspection warrant shall constitute a crime as provided

for in Chapter 12A of the Seattle Municipal Code.

(g) The provisions of this section shall not limit the authority of the
Chief to enter and inspect vehicles if there is probable cause to believe

there exists a violation of this Article therein. I
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Section 80.408 is added to read as follows:

Unattended Vehicles

Section 80.408(a) A vehicle containing or carrying hazardous materials

shall not be left unattended at any time on any residential street, nor in or

within 500 feet of any building containing a Group R, E or I occupancy,

including any dwelling, apartment, hotel, day care, school, hospital or health
4~care kacility.

For the purposes of this section, a vehicle shall be deemed to be unattended

whenever the driver cannot see the vehicle or hear noises in or near the

vehicle.

(b) in locations other than those specified in Section 80.408(a), a driver

shall not leave a vehicle containing or carrying hazardous materials

unattended on any street, highway, avenue, alley, or in any parking lot.

EXCEPTIONS: 1. The necessary absence in connection with loading and

unloading the vehicle.

2. Stops for meals during the day or night, if the street is well lighted
at the point of parking.

3. When, in case of accident or other emergency, the operator must leave

to obtain assistance.

(c) Vehicles transferring liquids and/or gases by means of hose line sha

never be left unattended during the transfer process.
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Section 82.102 is revised to read as follows:

Pemits

Sec. 82.102. (a) A permit is required for storage or use of liquified

petroleurg gas (LPG) where noted on Table 82.102 and for any container or tank

exceeding 20 gallons (100 lbs.) LP-Gas capacity.

(b) Tank storage is prohibited in the Downtown Fire Zone and limited to 500

gallons LPG in the Central Waterfront Zone. Tank storage shall comply with

this Article and Uniform Fire Code Standard 82-1.

(c) Container storage and use shall conform to this Article and Uniform Fire

Code Standard 82-1 except where requirements of the Article and Standard are
modified by Table 82.102.

(d) A permit is not required for transportation of LPG in U.S. Department of

Transportation (DOT) approved cylinders or tanks except:

I.Tank delivery vehicles shall have a tank vehicle permit.

2.Tanks and containers larger than 20 gallons (100 lbs.) capacity are

prohibited in the Downtown Fire Zone.

3.Intermodule shipping containers for water transit shall be stored

and handled under Master Harbor Permit.

(e) A permit is not required for highway or construction vehicle fuel tanks,

except use of LPG fueled construction or maintenance equipment in a basement

is prohibited unless authorized by specific job site permit. Accessory fuel

tanks on vehicles do not reqltlire a permit except for tanks over 20 gallons

(100 lbs.) in size or vehicles serving an outdoor assembly event.

378a



V)
cc

LD

cr

vi

CD __j

F- zz

PF- LJ
ic"d ce- CD -j

&lt;

LO

&lt;

LO

N
cr

E

4J

41 4-3 4-3

4J V) V)
4- C

CL (1) -0
r, 0 0

0
4J 0

-0 -0 4.,) CL
4-J Cr 4J (v V) u u

rd 10

cu 4)

cr 0 4- Cr 0 4-J- (1) u 4-- 0 0
4-

4J a) 0 -0
tz;) tn 4-
4) 4-3

S- = C) 4J
.0)

0
ol 0 fIq 0 -m 0 m -0 rr cr
10 (D 4-3 a)

rL to a) - 4-3

4-J M.--
0 -0 4-J 4-3

a) rd fn .14

w 4- -N4

x to CL -0 0 a u

- cu

CL to 0- la) o 5'. w
S- CL -0

a)

0-
w
rL

C) C) C=) Lo

C)
C~
m
C)

C=) C)
C%j I~T

C) CD

LOm
C)

(1)

co
t.0 zr co r"

C:) C~
C~ C)
-4 cli

cli C)
tt to

4~ C)
cr -.t

C) C) C~Ul) Lo

C) C)
cl-j

m

C\j

4~) 4j
CL CL CL

0) a)

u u
X x x

) C\j

&lt; &lt;

C 4J

0 a)

4-J 3:
&lt; w
&amp;.3 )
C)

&lt; LLJ

4J
C

0 c) w
ul

-W
S'-

Fu w o
I'll)

U-

V)

0
0

_

0
rx 4)

U CL

0
u
0 u

&lt; &lt; &lt;

4-J

C-.)

0 4-
4J
c
.7it 4-)

0 ro

cc

ca :~m LAJ &lt;

w
I
-

- - L
to UL Ul 0-

4-J 0) &lt;

to (n - &lt;

S.- a) &amp;L. 4- 4-~ m 4- 1- 4-)

0) CA 0 0 4-J 0 ~ C)

w in 0 4) C;~

:~z c::)

ko 4-) It

u 4-) ~- I +J -
(V S- v 0 fo 0 a &lt;

cr-, CL &lt; = = =) ;~:



0.-

u S.-

rd 4~J

o
0 u
4-

-0
4)

cu .0

0
4-) U

E

Q- 0

CD
C)

Ol
C"i

,a
cu

4-~ 0
4-J 10

V)

S.-

c 0
0)

(0 -a .

4-j 4-3

E C 4-
0

(v u c C)
CL 0 (n

4-
00

0 C)
4-J 4-3

CL
0

u
(0 4J

x 4-S

41 0
o

0 Q 4J 4-
4-- 4-; 4~ 0
'a

4) u (U to -0

a) .0 4- 4- a- 4j

CDm
4-) 0-

4-P -C- 0 Q)

r=

0
FO 4J 4.J Ul

-P u 41 4-) 0 13) 4J CO

E s-

0 S
-

cu

- CL - a
CL 0 CL 4-

0-
a)

0

4,J

Co cx_

LO Ln LI)
CD

LO C)

U-~ LO Lo

LO

CD
1-9

LO

m co

CD
CD
LO -W C) LO LO C)

Lf)

C~
C) o N

cm cli 0
CD
C3m

-4 01 LO LO C)

0i
LO

L17

4-
0
0

cy-

-P
0x

m &lt;

04 4-a

C
Qj

S-

a
c 0

w
&amp;-

3: q3) 3t S.- aj

0 0 4-
4J 3t 4~J

B: 4-3

&lt;l: C) LO
0 ro

CD :~9: LLJ

P

U)

4.1

t~

41 4-) Ln

in

w

aj

Q)

cu

ru

ro fri 0 4-)

a)

-C, 0

CL 0- Ka. tn

cu

V) M
S-

(n

S-

w Qj 0-

ra

0

to

a CL

4-3 4J -4-~ 0
K: c S= tn

~

LO
-4

D
U')

C)

C~

.j-~ 4-3 4~

tr tr cr

1-4 r-4

1 cli C%j C%j

9 ~-

0 CLm V)

FO

7Z3

tn 0) rd

0
Q) 0 4-)

-he 00-0 0 00 -- L-3

C-.) tA 00w
ro -.j

S.- - (D 0 4-1 "t0 -0 -a 0 to (A C U) ro0 ro 41 _0 .- 0-0 C) 4j
C-) LO ~p

=3

C~ V)



OD

4-3

Cr w (n
0) -
sv- -Nd

LZ

-N4

r- 4J

Ln
CL
(n 4.3 C

0

-0 4j
c 4-

w 4-J ~-

0
-0 'A 4-
fla =
U 9) 4-

3 0) 1 ---a 0
aj V) -
lo w a) CL 0 V-

V) U - &lt; - .-

4-) S- U
co 0 (U

(v -- io 4-) -
. -J , 0 -ij to G)

0 s- w
D -3-- W - Z: = 4-

:3: Le) 0 CL a)



Subsection 84.102(b) is replaced in its entirety by the following:

(b) Cellulose nitrate motion picture film is prohibited.
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APPENDIX III-B

INSTALLATION, MAINTENANCE AND SERVICING

FIRE AND LIFE SAFETY SYSTEMS AND EQUIPMENT

1. INTENT

It is the intent of this section to insure that fire and life safety

systems and equipment are installed, serviced and maintained by

individuals, businesses and firms which are qualified to perform such

work in accordance with this Code, administrative rulings and adopted
standards.

SCOPE

This Section shall become effective 2 years from the date of its

adoption.

This section shall apply to all persons, businesses or firms

engaged in the business of installing, maintaining, or servicing
fire and life safety systems and equipment.

EXCEPTION:

(a) Firms or persons engaged exclusively in the business of

installing or servicing fire and life safety systems or equipment on

aircraft, vehicles or vessels.

(b) Members of the Fire Department engaged in servicing fire

department equipment.

(c) Employees of Federal Government engaged in servicing equipment
owned by the Federal Government,

(d) Employees of State Government engaged in servicing and testing of

equipment installed for the protection of public rights of way.

(e) Insurance Rating Associations and building owners engaged in

testing of fire and life safety equipment and systems when such

testing is not required by this Code or administrative ruling.

(f) Any person who services only their own fire extinguisher(s) for

their own use, provided such extinguisher(s) are not required by any
statute, code or regulation.

(g) This section shall not apply to fire protection systems installed

in single family dwellings unless such systems are required by Code

or Administrative Ruling.

This section shall not prohibit the maintenance and servicing of fire and
life safety systems or equipm-ent by new employees for a period not to

exceed 90 days after the beginning of employment or until the next

available certification test is administered, whichever occurs first.

Provided, such servicing or maintenance is conducted in the presence
and under the direct supervision of another employee who holds a valid

certificate for the type of work being performed. A new employee may not

perform work on fire and life safety systems or equipment after the

completion of the 90 day period unless s/he holds a valid certificate.
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APPENDIX III-B UNIFORM FIRE CODE

This section shall not prohibit the installation, maintenance, repair
and servicing of fire and life safety systems or equipment by
individuals enrolled in a recognized apprenticeship program. Provided,

such servicing or maintenance is conducted in the presence and under

the direct supervision of another employee who holds a valid certificate

for the -type of work being performed. Individuals who are apprentices
must provide evidence of their apprentice program enrollment and program

completion date.

. DEFINITIONS

For the purposes of this section the following words and terms have the

meanings indicated below:

Certificate. A document issued by the Fire Chief to a person who

has passed the prescribed examination which grants conditional

per.,-Idssion to perform the acits described on the document.

Engineered System. A system of components requiring design to

determine flow rates, nozzle pressures, quantities of chemicals,
fluids or gases, the number or type of nozzles and their placement
in a specific system.

Fire Alarm System. A system of electrical devices such as flow sensors,
heat or smoke detectors which is designed and installed for the purpose
of warning building occupants or the fire department of a fire or of

causing the operation of other fire and life safety equipment. The

term shall include associated electrical wiring, power supplies,

supervisory and control circuits.

Fire and Life Safety Equipment And Systems.

Automatic sprinkler systems, engineered and pre-engineered fixed

extinguishing systems, automatic fire alarm systems including smoke and

heat detection systems, standpipe systems including fire pump systems,
snoke control systems and alarm and supervisory systems or other

appurtenances attacbed to any of thle above listed systems. The term

also includes portable fire extinguishers required by this Code. The

term does not include residential smoke detectors or portable fire

extinguishers which are not required by this Code.

Fixed Fire Extinguishing System. An engineered or pre-engineered

ustem which is designed and affixed for the protection of a specific
hazard.

Maintenance. Repair service, including periodic inspections and

tests required to keep fire and life safety systems and equipment in

an operative condition at all times, including the replacement of the

syst-em or component paril.-s when they become undependable or inoperative.
The term also means the disassembly of an extinguisher or extinguishing
system and a complete check of all working parts and all parts which

have a bearing on the performance of the extinguisher or system to

insure integrity.

Portable Fire Extinguisher. Any approved device capable of being
moved from place to place which contains dry chemicals, fluids or

gases for the purpose of extinguishing fires and the means for

appiication of its contents.
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Pre-Engineered System. A packaged system of components designed
to be installed according to pre-tested limitations as listed by a

nationally recognized testing laboratory, or approved by the Chief.

Service and Servicing. Maintenance of portable fire and life

safety systems or equipment in accordance with applicable standards.

Automatic Sprinkler System. An integrated system of piping
connected to a water supply, including associated controlling valves

and alarm and supervisory equipment, which will automatically initiate

a discharge of water when ore of its heat-actuated elements is heated

to or above its thermal rating.

CERTIFICATE REQUIRED

No person shall engage in the business of installing, servicing or

maintaining fire and life safety systems and equipment unless they have

obtained a certificate from the Chief or are specifically exempted from

this section.

Certificat,es shall remain valid for a period of time not to exceed three

(3) years unless suspended or revoked by the Chief.

The Chief is authorized to recognize certificates or licenses issued by
the State Fire Marshal, other Fire Departments or similar authorities,

Provided such certificates establish qualifications of the holder in a

manner similar to this section and to the satisfaction of the Chief.

The Chief shall maintain a list of all individuals, firms and businesses

which have applied for or received a certificate together with a record

of the results of any examinations, hearings or investigations related

thereto. Such lists and records shall be made available to the public

upon request.

TYPES OF CERTIFICATES

Type AS-1 Installation, service and maintenance of automatic sprinkler

systems in any type of building.

Type AS-2 Installation, service and maintenance of automatic sprinkler

sys-'Cems up to four (4) stories.

Type AS-3 Install only.

Type CT-1 Confidence Testing of specific fire and life safety systems or

equipment in any building.

Type CT-2 Confidence testing of fire and life safety systems in a specific
bui I di ng (s) .

Type E-1 Installation, service and maintenance of engineered foam fire

extinguishing systems in any occupancy.

Type E-2 Installation, service and maintenance of engineered carbon dioxide

fire extinguishing systems in any occupancy.

426c
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Type E-3 Installation, service and maintenance of engineered halon

fire extinguishing systems in any occupancy.

Type E-4 Installation, service and maintenance of engineered ((4r-y))

dry1wet chemical fire extinguishing systems in any occupancy.

Type PE-1 Installation, service and maintenance of pre-engineered foam fire

extinguishing systems in any occupancy.

Type PE-2 Installation, service and maintenance of pre-engineered carbon

dioxide fire extinguishing systems in any occupancy.

Type PE-3 Installation, service and maintenance of pre-engineered halon

fire extinguishing systems in any occupancy.

Type PE-4 Installation, service and maintenance of pre-engineered ((4r-y))

ArVwet chemical fire extinguishing systems in any occupancy.

Type EG-1 Installation, service and maintenance of emergency generators in

any type of building.

Type EG-2 Testing of emergency generators in a specific building.

Type FA-1 Installation, service and maintenance of automatic fire alarm

systems in any type of building.

Type FA-2 Installation, service and maintenance of automatic fire alarm

systems in any type of building except high-rise, hospitals and

public assemblies over 300 persons.

Type FA-3 Installation, service and maintenance of automatic fire alarm

systems in buildings up to four (4) stories; except hospitals and

public assemblies over 300.

Type FP-1 Installation, service and maintenance of fire pumps and
controllers in any building.

Type FP-2 Testing of fire pumps and controllers in a specific building.

Type PEX-1 All activities relating to portable fire extinguishers including
those listed in Types PEX-2, PEX-3, and PEX-4.

Type PEX-2 Service, charge, recharge, inspect, or install portable fire

extinguishers.

Type PEX-3 Hydrostatic testing of fire extinguisher cylinders.

Type PEX-4 and re&amp;4a4-'-... S surized ext4nquishers.)) Annual

Pxa P'. 0 `:~ C 0 0ex~-erna'
-

frvi na t,
i o

.............. .

.

.....
r stored pressure fire ext4nquishers

or gauges.

Type SC-1 Installation, service and maintenance of smoke control systems.
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APPENDIX III-B UNIFORM FIRE CODE

QUALIFICATIONS AND EXAMINATIONS FOR CERTIFICATES

Applicants for a certificate shall provide evidence that they have completed a

course of instruction and training in the applicable type of system or

equipment. Surh evidence may include professional degrees, State licenses,

training certificates f-'rom manufacturers, completion of apprenticeship

program,s or similar materials acceptable to the Chief.

EXCEPTION: Applicants for Type CT-2 and PEX-4 Certificates.

Applicants shall submit evidence that they possess necessary licenses, tools,

or test equipment required for the type of work to be performed.

All applicants for a certificate shall pass a written examination given by the

Chief. Such examinations shall be designed to test the applicant's

qualificinitions to hold the type of certificate for which application has

been made. Such examinations may be supplemented by practical tests or

demonstrations necessary to determine the applicant's knowledge or ability.

A list of information resources recommended to pass the examinations for

certificates shall be provided by the Chief.

SERVICE LABELS

A service label conforming to this section shall be securely attached to each

fire and life safety system or item of fire and life safety equipment at the

time of installation, service or maintenance. The label shall be of the self-

adhesive type or the wire-hanging type. Self-adhesive labels shall be

manufactured in accordance with U. L. Standard 969, Marking and Labeling

systems.

The label shall be placed as follows:

Emergency Generators ............... On the control panel

Engineered Systems ................. On the agent supply tank or pull device

Fire Alarm Systems ................. On the Fire Alarm Panel

Fire Pumps ......................... On the control panel

Pre-Engineered Systems ............. On the agent supply tank or pull

device

Portable Fire Extinguishers ........ On the control valve of the

extinguisher, or cylinder

Smoke Control Systems .............. On the manual control panel, or

lowest fan if no panel is installed

Sprinkler Systems .................. On or adjacent to the sprinkler

control valve

Standpipe Systems .................. On or adjacent to the lowest outlet
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APPENDIX III-B

The following format shall be used for all service labels:

DO NOT REMOVE I Year

By Order of

Fire Chief

Month Next Due

Date

Firm

Address

Phone

IServiced by:

Certificate NO.

Desc iption of work:

UNIFORM FIRE CODE

The following information shall be printed on service labels:

I. The words "DO NOT REMOVE BY ORDER OF THE FIRE CHIEF."

2. Name of the business or firm.

3. Address of the business or firm.

4. Telephone number of the business or firm.

5. Date that work was performed.

6. Signature of person performing work.

7. Description of work performed.

CERTIFICATE NUMBER OF PERSON PERFORMING WORK

When performing installation, service or maintenance, the date of work,

name of firm, and the signature and certificate number of the person

performing the work shall be placed on the service label.

No person shall remove a service label from, or place a service label

on, a fire and life safety system or item of fire and life safety equipment

except when installation, service or maintenance is performed. A new label

shall be attached whenever service or maintenance is performed.

No person shall deface, modify or alter any service label attached to

or required to be attached to any fire and life safety system or item of

fire and life safety equipment.

DENIAL, REVOCATION AND SUSPENSION OF CERTIFICATES

The Chief may refuse to issue, renew, or may suspend or revoke any
certificate if he determines that an applicant for or holder of a

certificate has:
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APPENDIX III-B UNIFORM FIRE CODE

Obtained or attempted to obtain a certificate by fraud or

misrepresentation.

Has installed, maintained, or serviced a fire and life safety system
or item of fire and life safety equipment in violation of this Code,
administrative ruling, or adopted standard.

Refusal to allow inspection by the Chief or his authorized

representative.

The applicant for a certificate does not possess the qualifications
to conduct the operation for which application is made as

demonstrated by written and/or practical examination.

5. The applicant for a certificate does not possess the proper
facilities to conduct operations for which application is made.

Individuals whose certificates have been denied, suspended or revoked shall be

so notified in writing and may request a hearing by the Chief in accordance

with Section 4.107 of the Seattle Fire Code. After such hearing, the Chief

shall consider the facts and circumstances surrounding the case and shall

render his decision in writing. The decision of the Chief shall be final with

regard to whether or not the certificate shall be denied, suspended or

revoked.

In the event the State of Washington adopts legislation or rules which

in the opinion of the Chief meets the intent and scope of this appendix,
such legislation will supersede Appendix III-B of the Seattle Fire Code,

Ordinance No. Such State legislation or rule must contain

specific examination procedures and certificates for all persons who install,

repair, maintain and service fire and life safety systems and equipment.
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APPENDIX IV-A

(c) Identification. The interior floor finish material shall be identified

by a hang tag or other suitable method as to manufacturer (or supplier) and

style and shall indi,catt, the classification of the material based upon the

limits specified within Section 2.

TABLE IV-A--INTERIOR FLOOR FINISH REQUIREMENTS

REQUIRED

EXITS AND

PASSAGEWAYS'

'Combustible floor finish not permitted for stairs in Types I and 11

construction.nor other eXGeed4nq three stq-r~~

'Combustible floor finish not permitted in rooms occupied by inmates or

patients whose personal liberties are restrained.
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Article 90 is added to read as follows:

ARTICLE 90

RESIDENTIAL OCCUPANCIES FOUR STORIES AND OVER

Sec. 90.101. Definitions, when used in this article, the following
words and terms shall have the meaning specified in this section:

APARTMENT HOUSE: Any building or portion thereof, containing
three (3) or more dwelling units.

APARIMENT HOTEL: A building containing both dwelling units

and guest rooms.

GUEST ROOM: Any room or rooms used or intended to be used

for sleeping purposes by a person hiring such

room or rooms.

HOTEL: A building in which is conducted the business

of lodging the public and which contains six

(6) or more guest rooms.

90.102. Exit Enclosure Required. All existing apartment
houses, apartment hotels and hotels four (4) stories or more in

height, shall have at least two (2) full-Y enclosed stairways which
have a one-hour fire-resistive rating throughout. The interior
corriders and egressways thereof, including all doors, transoms and
other openings into corridors, shall be constructed or improved to

substantially have a one-hour fire-resistive rating throughout. In

buildings constructed as apartment houses in accordance with the

Build`ng Code arid being operated as apartment houses, walls and ceilings
of plaster on wood lath or I

'

/2-inch plasterboard construction, and

1-3'/8-inch solid core doors or equivalent shall be sufficient to meet
the requirements of 'this section.

Se(',~ 9-0,1013. Sprinkler Alternative. In lieu of compliance with the

requirements of Section 90.102 hereof, approved automatic fire

sprinkler systems may be installed in all stairways, interior corridors
and egresswaYs of existing apartment houses, apartment hotels, and
hotels, four (4) stories or more in height. Automatic sprinkler systems,
if so installed, shall also be installed in all janitor rooms, storage
c losc

L'ts, utility rooms, and other usable spaces in which combustible

materials are or may be sorted or kep-t., unless such rooms or spaces
are equipped with self-closing fire doors having a one-hour fire-resistive

rating.
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Article 91 is added to read as follows:

ARTICLE 91

AUTOMATIC SPRINKLER SYSTEMS IN NURSING HOMES

Sec. 91.101. Nursing Home Defined. The term "nursing home" when used in this

Articie means any home, place, or institution which operates or maintains

facilities providing convalescent or chronic care, or both, for a period in

excess of 24 consecutive hours for three (3) or more patients not related by

blood or marriage to the operator, who by reason of illness or infirmity, are

unable properly to care for themselves. Convalescent and chronic care may

include, but is not limited to any or all procedures commonly employed in waiting

on the sick such as administration of medicines, preparation of dressings and

bandages, and carrying out of treatment prescribed by a duly licensed

practitioner of the healing arts. It may also include care of mentally

incompetent persons if they do not require psychiatric treatment by or under the

supervision of a physician specialized in the field of medicine. Nothing in this

definition shall be construed to include general hospitals or other places which

proviole care and treatment for the acutely ill and maintain and operate

facilities for major surgery or obstetrics, or both. Nothing in this definition

shal'] be construed to include any boarding home, guest home, hotel or related

institution which is held forth to the public as providing, and which is operated

to give only board, room and lau-ndry to persons not in need of medical or nursing

treat-merit or supervision, except in the case of temporary acute illness. The

miere-. designation by the operator of any place or institution, which does not

provide care for the acutely ill or maintain and operate facilities for major

surgery or obst-etrics, as a hospital, sanitarium, or similar name shall not

exclude such place or institution from the provisions of Section 91.102.

Sec. 91.102. Installation Exceptions. Approved automatic fire sprinkler

systems shall be installed in all usable rooms, corridors, and stairways of

existi;ng nursing homes with the following exceptions:

Nursing homes which are of Type I or 11 construction throughout, as

defined in the Building Code.

Nursing homes not more than one story in height which have interiors

with a one-hour fire resistance rating throughout.
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Article 92 is added to read as follows:

ARTICLE 92

AUTOMATIC SPRINKLER SYSTEMS IN SCHOOLS

Sec. 92.101. School Buildings Defined. The term "school buildin

when used in this Article means:

(a) A public place of instruction operated by public authorities,

including elementary and secondary schools.

(b) A place of instruction operated by private persons or private
or religious organizations in which the course of study is similar to

that in a public school, and which has been authorized by the State as

an educational institution.

Sec. 92.102. Installation Exceptions. An approved automatic fire

sprinkler system shall be installed in all usable rooms, corridors and

stairways of existing school buildings, two (2) stories or more in

height, with the following exceptions:

(a) School builldings which are of Type I or II construction as

defined in the Building Code.

(bl School buildings not over three (3) stories in height which
havejinteriors with one-hour fire resistance rating throughout, and
which have egress enclosures with a one-hour fire resistance rating.

(c) School buildings, not over three (3) stories in height,
with interiors which substantially have a one-hour fire resistance

rating, need only have egress corridors., stairways, janitor rooms,

storage rooms and similar spaces equipped with approved automatic

sprinkler systems. Classrooms and assembly rooms in such buildings
need not be so equipped.
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ARTICLE 93

MINIMUM STANDARD FOR HIGH-RISE BUILDINGS

Section 93.101. Purpose. The main purpose of this article is to improve

the fire and life safety of existing high-rise buildings that do not conform

to current City codes so that the health, safety and welfare of the general

public is provided for and prornoted. It is recognized that the application of

present day fire protection techniques to some existing high-rise buildings is

difficult. For this reason, this article may permit the use of alternative

methods and innovative approaches and techniques to achieve its purpose, when

approved by the Chief and the Building Official.

Section 93.102. Scope. (a) This article shall apply to all high-rise

buildings in existence at the time of its adoption, as well as to all high-

rise buildings coming into existence after the adoption thereof.

(b) Where there is a conflict between an ordinance or code and the

provisions of this article, this article shall govern unless the ordinance or

code establishes more stringent fire and life safety requirements.

Section 93.103. Definitions. For the purpose of this Article, certain

words shall be construed as specified in this section.

CENTRAL STATION: A fire alarm reporting service listed by the

Underwriters Laboratories or authorized by the Chief to report alarms

to the Seattle Fire Department Alarm Center. In lieu of connection

to a central station listed by Underwriters Laboratories, the Chief

may approve building staff monitoring of a fire alarm annunciator

panel where:

a. Such staff is properly trained to monitor the annunciator panel

and report alarm signals to the Fire Department Alarm Center via

the 9-1-1 system.

One or more building staff is on duty 24 hours a day arid, remains

in the direct vicinity of the annunciator panel, e.g., a hotel

desk clerk where the panel is behind the registration desk.

c. Staff persons in low income high-rise buildings whose primary duty

requires them to be at the front desk are available.
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DEAD-END CORRIDOR: A corridor which permits only one direction of

travel from a unit or normally occupied room doorto an exit, or

which intersects an exit corridor on one end and does not provide an

exit path on the other end. A corridor which has fire escapes

directly accessible from it is not a dead-end corridor.

FLOOR USED FOR HUMAN OCCUPANCY: A floor designed and intended for

occupancy by one or more persons for any part of a day, including a

roof garden and an active storage area. An area that is permanently

unoccupied or is occupied for the service of building equipment only

is not included in this definition.

HIGH-RISE BUILDING: Buildings having floors used for human occupancy
located more than 75 feet above the lowest level of Fire Department
vehicle access.

LOW INCOME RESIDENTIAL BUILDINGS: Are defined for this Article as

those buildings that meet the following requirements:

At least fifty percent (50%) of the dwelling or housing unit as

defined in the Housing Code (Seattle Municipal Code Ch. 22.204)

are rented to non-transient persons at a rent at or below .9% of

the current median income for all families in the Seattle area as

determined by the United States Department of Housing and Urban

Development; and

The average monthly rent for all dwelling or housing units in the

building does not exceed 1.4% of the Median Income Limit.

For purposes of calculating the average monthly rent, a room which is

rented on a hostel-style basis to three (3) or more non-related

persons shall be considered as one room rented for $200 per month.

Monthly rent shall include all charges for shelter and provision of

items normally associated with such use, but shall not include board,

health care, telephone charges and other such items.

Section 93.104. EXITS. All exits in high-rise buildings shall be

illuminated as required in Section 12.107 of this Code and enclosed with a

minimum of one-hour fire resistive construction. Every high-rise building
shall have at least one such exit. Where existing exterior fire escapes are

used for additional exits, they shall be tested and identified as required in

Seotion 93.105.
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Where a high-rise building has a single, enclosed exit, the enclosure shall be

continued to the exterior of the building and the exit shall be smoke-proof by

mechanical ventilation in accordance with Section 3310 (g) of the Building

Code, or shall be mechanically pressurized with fresh air to 0.15 inches water

column and shall have a concurrent 2500 cubic feet per minute (CFM) exhaust to

atmosphere in an emergency, in accordance with the provisions of the Building

Code.

Pressurization may be omitted when the building is fully sprinkled,

all corridor openings are self-closing, all occupied areas have

access to a second means of egress or a fire escape and the omission

is approved by the Chief.

EXCEPTION: A single stair may exit through a building lobby, where

~the lobby is of non-combustible construction, does not contain

combustible furnishings, and is separated from the rest of the

building by one-hour construction. Wire-glass protected by

sprinklers on both sides may be accepted as one-hour construction.

'Where the lobby contains no combustible materials, wire-glass need

only be protected by sprinklers on the side opposite the lobby.

Section 93.105. FIRE ESCAPES. Exterior fire escapes shall be accessible

and structurally safe at all times. Owners of high-rise buildings shall load

test fire escapes at least once every five (5) years with a weight of not less

t-han. 100 lb/sq. foot. The results of such a load test shall be submitted in

writing to the Chief. In lieu of such a test, the Chief may accept the

opinion of a structural engineer licensedby the State of Washington

describing his inspection and/or tests and stating that the fire escape is

struct,urally safe and will suppor'~-, a load of 100 lb/sq. foot. There shall be

signs approved by the Chief clearly identifying the route of access to the

fire escape from every public corridor. Fire escapes which are not maintained

structurally safe and not otherwise required by provisions of the Fire Code

shall be removed.

Locked doors or windows are prohibited between public corridors and fire

escapes.

EXCEPTIONS: Where all of the following criteria are met and approved by

the Chief:

An identified tool or device for opening the locked door or window is

permanently affixed in close proxirriity to the locked point.

2. The area around the locked door or window is served by emergency
illumination.

Clearly understandable directions indicating the use of the tool and

the route to the fire escape are posted at the locked door or window.
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Section 93.106. DEAD-END CORRIDORS. Dead-end corridors are limited

to 75 feet in length, in office occupancies and 30 feet in length in

all other occupancies. Where such -limits are exceeded, automatic

sprinkler protection meeting the requirements of the Fire Code and the

Building Code shall be provided for the entire dead-end corridor, with

one head on the room side or each door, or)ening onto the corridor.
Domestic water systems may be used to supply such sprinklers when

approved by the Chief.

EXCEPTIONS:

1. In high-rise buildings, inactive doors leading from the

dead-end corridor into spaces which are not in normal use

may be covered with 5/8" type 'Y' gypsum board or its equivalent, in

lieu of installing a sprinkler head over the door or smoke detector

in the room.

2. In office occupancies, sprinkler heads on the room side of

each door opening onto the corridor need not be installed.

3. In residential buildings, where corridors and each guest
room are equipped with electrically supervised smoke

detectors connected to the building fire alarm system,

sprinkler heads, or any combination thereof. Where smoke

detectors are used ir. rooms in lieu of sprinklers, doors

must be rated at 20 minutes and must be self-closing.

4. In office occupancies, sprinkler systems are not required
in a dead--end corridor where the corridor is equipped with

smoke detectors and each room opening onto the corridor is

equipped with at least one smoke detec't-or. Such detector shall
be electrically supervised and connected to the building fire

alarm system.

Where there is a fire escape not directly accessible from

the corridor and the exit route is protected by electrically

supervised smoke detection.

Corridors within residential units are exempt.

Corridors within private offices may have corridor only
smoke detection connected to the building alarm systems.

Section 93.107. SHAFT ENCLOSURES. All openings which connect three

(3) or more floors shall be enclosed with a minimum of one-hour fire

resistive construction.

EXCEPTION: Openings complying with Section 1706 (b) of the Building
Lode.
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Section 93.108. HEATING, VENTILATION AND AIR CONDITIONING SYSTEM (HVAC)

SHUTDOWN. Air moving systems that serve more than the floor on which they

are located shall automatically shut down on any high-rise building fire

alarm, or shall be provided with a manual shutdown switch located at the fire

alarm panel in the main building lobby.

EXCEPTION: Air moving systems of:

1. Less than 2,000 CFM.

Exhaust only systems of less than 15,000 CFM, such as toilet, range

hood, kitchen, fume hood, etc.

HVAC systems of less than 15,000 CFM with automatic shut-down on

smoke detectors in the area served, which are connected to the

building fire alarm system.

Life safety pressurization systems as provided in the Building Code.

Buildings with approved automatic smoke control pursuant to Section

1807 (g) or 3310 (a) of the Building Code.

Section 93.109. FIRE ALARM AND DETECTION SYSTEMS. Every high-rise

building, except a residential occupancy with a system installed under

Ordinance 106107 as now or hereafter amended, shall have an electrically

supervised fire alarm and detection system approved by the Chief, as follows:

(a) A manual pull station shall be located at every floor exit door,

except in office occupancies.

(b) There shall be electrically supervised automatic smoke detection in

elevator landings, public corridors, and on the corridor or floor side of each

exit stairway.

EXCEPTION: Where a corridor is sprinklered, smoke detectors may be

omitted from the corridor.

(c) There shall be electrically supervised automatic smoke detectors

within 50 feet of building perimeter walls and at standard spacing

(approximately 30 feet) to the center of the floor.

EXCEPTIONS:

1. Interior of residential uni

2. Sprinklered floors.

3. Parking garages.

S.
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Building Mechanical Spaces.

5. Any space above the top occupied floor.

(d) There shall be electrically supervised automatic heat or smoke
detection in unsprinklered rooms used For storage, shops, handicraft, janitor,
trash and similar purposes where t~e fuel load may be significantly higher
than the average floor fuel load.

EXCEPTIONS:

1. Sprinklered rooms.

2. Rooms under 10 square feet opening onto exit corridors.

3. Rooms under 100 square feet not opening onto exit corridors.

4. Rooms within residential units.

5. Rooms where the storage is in closed metal containers.

Rooms other than those opening onto a corridor and within 30

ft. of an electrically supervised automatic smoke detector.

F1

(e) Alarm systems shall have audible devices producing a slow

whoop" sound audible at 15 dba above ambient sound levels with a minimum of
60 dba throughout residential occupancies, and 10 dba above ambient sound
levels witlh a minimun of 55 dba throughout other occupancies, and shall have
a microphone capable of making voice announcements simultaneously to all

floors.

(f) Fire alarm systems shall be zoned per floor.

(g) There shall be an annunciator panel in the main lobby of a high rise

building or in such other areas approved by the Chief as an emergency control
center.

(h) The alarm shall sound at a minimum on the floor where the fire is

oCcurring and the floor above, and the, alarn system shall be capable of

sounding a general alarm throughout the high rise building. The alarm system
shall be designed so that a genpral alarm maY be activated from two separate
locations.

(i) Where an automatic sprinkler system has been installed for fire

protection, the water flow alarm shall be connected to the building fire
al a rm.

EXCEPTION: Where automatic smoke detectors are installed in the

area and zoned, a single water flow alarm may be used.
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(j) The alarm system for the high-rise building shall be monitored by a
central station, or other such means approved by the Chief.

(k) The alarm systems shall be electrically supervised and have

battery emergency power sufficient to operate for a period of 24 hours
and sound the alarm for 10 minutes at the end of that period.

(1) For purposes of this section, wiring for fire alarm and fire
detection systems may be installed in elevator shafts, provided that:

1. Such wiring shall not interfere with the safe operation of
the elevator.

Such wiring shall be enclosed within metal conduit and all

junction boxes shall be located outside the shaft.

All wiring work shall be done under applicable permit
obtained from the Department of Construction and Land Use.

0'~~ection 93.110. UNLOCKING OF DOORS. (a) Stairway doors, including
the doors between any stairway and the roof, shall not have locks or
shall unlock automatically whienever a ifire alarm is activated in the

high-rise building. Such locks shall unlock automatically when power
is GFf (fail safe). Where the only locked door in a stair shaft is

the one that leads to the roof, it may be locked by panic hardware or

approved alarm lock paddle bars.

(b) Section 12.106 (h) of the Fire Code also applies, and is

restated as follows:

"Section 12.106 (h). EGRESS FROM STAIRWAYS. Enclosed

stairways serving more than six (6) floors shall have two (2)

means of egress from the stairway. Enclosed stairways serving
ten (10) or more floors shall have re-entry into the building at

approximately 5-story intervals. Re-entry signs shall be posted
in the stair.

EXCEPTIONS:

I
.

Jails.

2. Where telephones connected to a 24-hour manned location

are provided in the stairway in each 5-floor increment
that does not have a means of egress.
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Where any door serving as an entrance to the stair does not

automatically lock behind a person entering the stair.

Where alternate means of alerting building management to persons

trapped in a stairwell are approved by the Building Official."

Section 93.111. DOORS. All exit doors in the path of exit travel shall be

self-closing or automatic closing in accordance with Section 4306(b) 2 of the

Building Code. Doors held open by -husible links, and sliding or vertical

doors are prohibited in exit-ways. Stairway doors shall be self-latching.

Section 93.112. ELEVATOR RECALL. A fire alarm originating on a floor other

than the main lobby floor shall cause all elevators to be returned to the main

floor in accordance with Chapter 51, Section 5114 of the Seattle Building
Code. Whenever new elevator controllers are installed, they shall meet

provisions of the then current Building and Elevator Codes. Newly installed

controllers shall have the capability of selecting alternate recall floors.

EXCEPTION: Freight elevators with manually operated doors.

Section 93.113. EMERGENCY POWER. High-rise buildings not meeting the

Building Code in effect at the time of the adoption of this article shall

have, as a minimum, emergency power as follows:

(a) Stairway pressurization emergency power shall be provided by an on-

site diesel engine generator set. Such power shall start automatically on

fire alarm and the generator set shall have a two-hour fuel:fsupply.

(b) Exit signs and pathway illumination shall have emergency power by
trickle charged storage batteries. Such batteries shall have a capacity to

provide required illumination for 90 minutes.

(c) Fire alarm emergency power shall be provided as required in Section

93.109.

Section 93.114. SIGNING.

(a) All signs in this section shall be approved by the Chief and have

graphic symbols where possible. In hotels, signs must have graphic symbols.

Sign lettering shall follow Appendix I-C of the Fire Code.
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(b) Signing shall be provided on the stairway side of every stair door

indicatinu the number of the stair, the floor that the door serves, the

high-rise building re-entry points, and stair termination.

(c) A sign shall be posted in every elevator lobby above each
call switch noting that the elevators will be recalled to the building
lobby on fire alarm. This sign shall warn persons not to use the
elevator -in the event of fire and direct them to use the stairway.

(d) Where exit signs are not clearly visible from the elevator

lobby, signs shall be installed to indicate the direction to stair and
fire escape exits.

~e) Emergency illumination shall be provided at the elevator

lobby sign location.

(f) A sign shall be posted on the room side of every hotel guest
room -indicating the relationship of that room to the exits and fire

extinguishers, and giving basic information on what to do in the event
of fire -in the building.

(g) "NOT AN EXIT" signs shall be installed at all doorways,

passageways, or stairways which are not exits, exit accesses or exit

discharges, and which may be mistaken for an exit. A sign indicating
the use of thi~ doorway, passageway, or stairway, such as "to basement,"
fistoreroom," or "linen closet," is permit-ted in lieu of the "NOT AN EXIT"

Sign.

Section 93.115. EMERGENCY PLAN. Owners of high-rise buildings
shall prepare an emergency operations plan in accordance with Section

1801 of the Building Code. In addition to the requirements of Section
1807 of the Building Code, the emergency operations plan shall specify
the duties during a fire emergency of the building management and staff,
the building fire safety directors, the fire fighting unit and floor

wardens as identified in Section 93.116.

Section 93.116. BUILDING STAFF TRAINING. Owners of high-rise
buildings shall designate from existing staff a building fire safety
director and a building fire fighting unit who shall be responsible
for the operation of the bUrilding fire protection equipment and first

aid fire fighting. Owners of high-rise buildings and/or tenants

employing over 100 persons shall designate floor warden for each floor

to be responsible for evacuating the people on their respective floor

in emergencies. The names and work locations of the director, the

fire fighting unit and the floor wardens shall be maintained on a

roster contained in the building emergency operations plan.
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EXCEPTION:

Residential condominiums and apartment occupancies not employing
staff.

2. Office and retail occupancies after normal business hours.

NOTE: In residential buildings employing staff, where the staff is too

small to appoint a floor warden for each floor, wardens shall be appointed
to, the fire floor, the floor above and as many additional floors as

possible. In buildings where only one staff person is available, that

person will be the Fire Safety Director.

Section 93.117. FIRE DRILLS. The staff of high-rise buildings shall

conducl-., and the occupants thereof shall participate in, fire drills on a

regular basis at intervals not to exceed 120 days in accordance with the

bu-i'lding's emergency operations plan.

EXCEPTION: Jail inmates, hospital patients, hotel guests and occupants of

apartment or residential condominium units, unless such occupant is also a

member of the high-rise building staff.

Section 93.118. FIRE SEPARATION. Any space larger than 1,500 square feet

shall be separated from building stair shafts, elevator shafts and air

handling shafts by non-combustible smoke
'

resistive separation (glass walls

with e,,ood stops are acceptable) and equipped with smoke detectors connected to

the building fire alarm system.

EXCEPTIONS:

Spaces that are fully sprinkled.

Building lobbies or corridors which are equipped with an approved
smoke control system that includes shaft pressurization and automatic

smoke removal.

Building lobbies or corridors of any size that do not contain

combustible furnishings (other than carpet) or commercial spaces and

have non-combustible interior finish throughout.

NOTE: To qualify for exception 3, all spaces adjacent to the

building lobby must be separated and equipped with smoke detectors as

outlined in this section, and all doors leading into the lobby must

be self-closing or automatically closing upon activation of the

building fire alarm system.

Office areas above the main lobby, including open space design areas.

NOTE: This exception does not apply to retail or wholesale stores,

display rooms, restaurants, cocktail lounges and bars, banquet rooms,

meeting rooms, storage rooms and spaces which because of unusual fuel

load or other conditions, pose an unusual hazard in the opinion of

the Chief.
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5. Smoke detectors shall not be required in spaces which are separated

by one-hour construction, with openings protected by one-hour

self-closing doors.

Domestic water systems may be used to supply the sprinkler system
referred to in this section when approved by the Chief.

Section 93.119. HAZARDS AND DESIGN FEATURES NOT SPECIFICALLY
IDENTIFIED. Whenever the Chief shall find a condition in a high-rise

building not specifically addressed in this Article, which in his

opinion makes fire escape or fire fighting unusually difficult, he shall
declare it to be a hazard, notify the owner of such condition and order its

correction in a manner consistent with these minimum safeguards.

Section 93.120. EXEMPT BUILDINGS. The Chief and the Director of
the Department of Construction and Land Use may exempt high-rise
buildings that meet the requirements of Section 1807 of the Building
Code from complying with provisions of this Article.

Section 93.121. COMPLIANCE. All corrections that may be necessary to

provide the minimum fire safety requirements established in this Article
shall be completed by the owners as follows:

(a) The Chief shall develop a procedure for surveying high-rise
buildings to effect compliance with this Article. The Chief
shall send written and signed notices to the owners of all

noncomplying buildings. Within 120 days of the date of
notification by the Chief, the owner shall submit to the Chief
a concept design and firm scbedule for complying with the

requirements of this Article.

(b) The Chief shall review the concept design and firm schedule
and respond in writing. The time schedule for compliance shall
be measured from the date of the Chief's response to the concept

design and firm schedule for each building and shall not exceed
the time limits set forth in paragraph (c) of this Section.

(c) The time limits for complying with the requirements of this
Article are as follows:

93.104 Exits ..................................... 3 years

93.105 Fire Escapes..

93.106 Dead-end Corrido

............... I year

s ...... I ........ .2 years

93.107 Shaft Enclosures .......................... 3 years

93.108 HVAC Shut-Down ............................ 2 years

93.109 Fire Alarm System ......................... 2 years

93.110 Unlocking of Doors ........................ 2 years

93.111 Doors ..................................... I year

93.112 Elevator Recall ..... . . I . . ....... 3 years

93.113 Emergency Power ........................... 3 years

93.114 Signing ................................... 1 year
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93.115 Emergency Plan ........................... 4 years

93.116 Building Staff Trai ng ................. 1-1/2 years

93.117 Fire Drills .............................. 1 year

93.118 Fire Separation .......................... 3 years

93.119 Hazards .................................. 3 years

All items must be completed on or before July 1, 1988.

(d) Buildings will not be deemed to be in violation of this Article until

the time limits set forth in subsection (c) above have expired.

Section 93.122. APPEALS - ARTICLE 93. For the purpose of considering

appeals from decisions or actions pertaining to the administration and

en-forceitlent of Article 93 of this Code., the Fire Code Advisory Board created

by Section 2.303 of this Code shali consist of one representative from each of

t he following associations: The Association of General Contractors, The

Apartment Operators Association, The Building Owners and Managers Association
and the Seattle Hotel Association; and a private owner or representative of a

non-profit group involved in low income housing. Such representatives and

owner shall be appointed by the Mayor for five (5) year non-renewable terms.

Upon being advised by the Chief that an appeal pertaining to Article 93 has
been filed, the Chairperson of such Board shall convene the following five (5)

persons to consider the appeal:

a) The Chairperson of such Board or his alternate.

(b) A registered architect who is also a member of such Board.

(c) A registered engineer who is also a member of such Board.

(d) A licensed general contractor.

(e) -A building owner or member of the association whose type of building
is being considered in the appeal.

The decision of such Board shall be in writing and signed by each member of

the Board. A copy shall be delivered to the Chief and the appellant.
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(To be used for all Ordinances except Emergency.)

provisiom of the city charter.

approval, if approved by the Mayor; otherwise it shall take effect at the time it shall become a law under the

Section .........
This ordinance shall take effect and be in force thirty days from and after its passage and

Passed by the City Council ............. day of ......... ..... .. ...... .......

and signed by me in open session in authentication of its p

............... ........ ....................................

Approved by me this ......
of

..... ...

t
f~

V
' ' - e

- -
Filed by me this

........ I ......... - ..... day of-
............. I ...........................................

(SEAL)

Published
....................................................................

a pUBLISH 0 Do NOT PUBLMH

crry ArTOPHL'y

Attest: ................... ............. .......................................

City Comptroller and, City Clerk

CS 6A.6
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Your

Seattle

Fire Department

Ciaude Harr'~S, Chief

Charies Royer, Mayor

Transmittal Letter
,DEC 8

11

December 8, 1989

The Honorable City Council

City of Seattle

Via: Mayor Charles Royer

Attention: Ken Bounds, Director

Office of Management and Budget

Honorable Members:

Subject: An ordinance relating to and regulating fire and explosion hazards;

adopting by reference the Uniform Fire Code, 1988 Edition, 1988 Uniform Fire Code
Standards and amendments thereto.

Subject: An ordinance relating to and regulating fire and explosion hazards; and

amending the Uniform Fire Code, 1988 Edition, as adopted by reference by Ordinance

Enclosed is a draft of an ordinance adopting by reference the Uniform Fire Code,

1988 Edition with amendments and repealing Seattle Fire Code Ordinances 114328 and
114329. This draft ordinance has been reviewed with the Fire Prevention Code

Advisory Board. The Board meeting schedule was advertised in the Daily Journal of

Commerce and public comment was solicited for these proposed Uniform Fire Code

amendments.

Changes to Fire Code technical provisions include:

1. Installation of an automatic sprinkler system throughout apartment houses three

or more stories in height or containing more than 15 dwelling units, and every
hotel three (3) or more stories in height or containing 20 or more guest rooms.

A joint citizen committee comprised of members from the Seattle Building Code

Advisory Board and the Seattle Fire Prevention Code Advisory Board is

considering draft legislation which will include certain public assembly occupancies
and single family residences larger than 2,500 square feet. A recommendation
and draft legislation will be submitted under separate cover in January, 1990.

2. Requiring owners of unsafe buildings to establish additional safeguards and
authorizes the Fire Chief to order Fire Department personnel to duty if the

An equal employment opportunity -
aff irmative action employer.

City of Seattle-Rre Department, 301 Second Avenue South, Seattle, Washington 98104, (206) 386-1400

"Printed on Recycled Paper"
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owner or responsible party refuses or is unable to establish additional safeguards.

Such safeguards in, av include use of standby Fire fighters, standby paramedics,

special inspectors, additional fire protection equipment and similar measures. The

Code also allows the Chief to issue an Invoice to the building owner to recover

actual Fire Department labor costs.

3. The installation of combustible waste containers approved by the Chief provides

an alternative to metal or metal-line-d containers, provided that combustible

rubbish or waste is removed from buildings at least once each working day.

4. The requirement that gasoline dispensing devices must disengage when the nozzle

is returned to the dispenser (pump) if a latch-open device is used. This

requirement will eliminate accidental flammable liquid spills.

ENter-sive, changes to Article 80 relatinT to the regulation of the storage, handling

and use ofhazardous materials. The 1988 Edition of the Uniform Fire Code
expanded the scope or hazardous materials regulation to incorporate substances

ddined as health hazards. in addition to highli toxic, radioactive, unstable and

reactive materials. Ncticle SO mandates facility closure plans, hazardous materials

inventory statements and hazardous triatefials management plans in addition to

Federal hazardous material reporting requirements.

The Fire Marshal has determined that additional staff and equipment will be necessary
if Article 80 is passed into law. The effect of Article 80 will result in an estimated

3,000 to 5,000 new permit applications to monitor the storage, handling and use of

hazardous materials not previously regulated.

It is our undenstanding that the state of Washington will amend RCW 19.27 to

recli.4ire that Article 80 become part of the MiDiMUM fire code standard. The effect of

that legislation will be to mandate statewide enforcement of Article 80.

Article 80 will have significant fiscal impact upon those individuals and businesses who
store, handle and use hazardous materials. In order to pay for needed staff and

equipment, basic permit fees will increase from $60.00 to $111.00. Larger businesses

and Zhose businesses out of compliance will pay substantially higher fees resulting

from _greater quanlitY and higher risk factors. It is our intent to recover all costs

incurred in Article 80 enfoicemcm by structuring permit fees to incorporate a

complete initial iiispection and one re-inspection. Article 80 permit fees will be based

tTon quantity and hazard level in addition to the level of compliance. Those

businesses not in compliance after the re-inspection will be invoiced for actual labor

costs. A detailed analysis is provided with the proposed fire permit fee ordinance.
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We, recommend that if Article 80 is passed, a four(4) year phased-in compliance

pro
'

gram be implemciited to provide for adequate preparation by Fire Department staff

and the, busiress community.

A detailed aralvsis ol' Article 80 and its impact upon the Fire Department will

accompany the proposed perm!': fee legislation.

Article 80 legislation should not be passed by Council unless additional resources are

provided to the Fire Department for adequate enforcement.

Any questions concerniii'a the enclosed proposed ordinance should be directed to Fire

Marshal B.L Hansen at 38,6-1450.

Very truly yours,

_-Scattle Fire Department

CH:mwp,

Enclosure



SEATTLE CITY ATTORNEY
MARK H-SIDRAN

CRIWNAL DIVISION LAW DEPARTMENT UTILITIES DIVISION
710 SECOND AVENUE, SUITE 14'

'
4 600 FOURTH AVENUE, 1 OTH FLOOR 1015'THIRD AVENUE, SUITE 902

SEATTLE, WASHINGTON 98104 SEATTLE, WASHINGTON 98104 SEATTLE, WASHINGTON 98104
(206) 684-7757 FAX:

(206) 684-4648
(206) 684-8200 FAX: (206) 684-8284

(206) 684-3361

September 4, 1990

Claude Harris
Fire Chief
The City of Seattle
301 - Second Avenue South
Seattle, Washington

Attention: Bobby Hansen
Fire Marshall

Re: Uniform Fire Code

Dear Marshall Hansen:

This responds to your memorandum, dated August 9, 1990, to our
department, attention Marilyn Sherron.

Your memorandum requested that the Seattle Amendments to the
1988 Edition of the Uniform Fire Code be forwarded to the Office
of Management and Budget on or before September 3, 1990. Pursuant
thereto, we are forwarding the ordinance with several changes. If
these changes are not satisfactory, amendments can be made while
the matter is pending before the City Council. None of the changes
affect the title.

Section 1 will have this sentence added at the end: "This
repeal shall not affect any pending prosecutions or enforcement
actions." This sentence is necessary in order to preserve pending
prosecutions. Ettor v. Tacoma, 57 Wash. 50, 106 Pac. 478, 107 Pac
1061 (1910) reversed on other grounds, 228 U. S. 148 (1913); State
v. Zornes, 78 Wa. 2d 9, 475 P.2d 109 (1970).

Section 2, in Section 22.600.040 Penalty, has the terms, "or
an order of the Fire Chief" deleted. The City is moving away from
imposing criminal penalties for code violations and toward a system
of civil penalties. There are constitutional issues involving
delegation of authority, due notice and vagueness, and the
opportunity to be heard in requiring a citizen under penalty of
incarceration to obey an order of an administrative officer, be it
the Police Chief, a Fire Chief, the Health inspector, or the Mayor.
Cf. 16 American Jurisprudence 2n,d (1979) 904, Constitutional Law

5 8. The courts are much more ready to enforce such orders
through fines, through civil orders, and through upholding



SEATTLE CITY ATTORNEY
MARK H. SIDRAN

Claude Harris
September 4, 1990
Page 2

administrative processes. Our office is currently working on
developing a strengthened administrative process that will be as
effective as filing cases in municipal court.

Section 2.201 (h) has had the first sentence of the
penultimate paragraph removed. That sentence read: "Such
individuals shall be on duty at such times as the Chief may require
and shall be subject to the orders of the Chief." If a standby
employee, retained by the owner of the building, were to seriously
injure another, lawyers for the victim might cite this sentence to
seek to impose liability upon the City. Under agency law, the
right to controf --- not the actual exercise of that right ---
invokes the doctrine of respondeat superior and makes the principal
responsible for the acts of the agent. In our view, the first
sentence empowering the Fire Chief to reggire the owner to
establish additional safeguards gives the Chief ample authority to
set duty hours. The word, "require", substitutes for "order"; it
accomplished the same effect without the connotations of command.

Yours very truly,

The Law Department

G. BADER
Askstant City Attorney

JGB: lw
cc: office of Management

and Budget



City of Seattle

Executive Department-Off ~ce of Malnpag -)n

Norman B. Rlce, Mayor

January 10, 1990

The Honorable Mark Sidran

City Attorney

City of Seattle

Dear Mr. Sidran:

The Mayor is proposing to the City Council that the enclosed legislation be

adopted.

REQUESTING
DEPARTMENT: Seattle Fire Department

SUBJECT: An ordinance relating to and regulating fire and explosion
hazards; and adopting by reference the Uniform Fire Code,
1988 Edition, and the 1988 Uniform Fire Code Standards; and

repealing Seattle Municipal Code Chapter 22.600 and Section

22.604.1010, and Ordinances 114328 and 114329.

Pursuant to 'the City Council's S.O.P. 100-014, the E'xecutive Department is

forwarding this request for legislation to your office for review and

drafting.

After reviewing this request and any necessary redrafting of the enclosed

legislation, return the legislation to OMB. Any specific questions regarding
the 'legislation can be directed to Jo Whitehorse Cochran.

Sincerely,

Norman B. Rice

Mayor

by

AN DR E W

Acting Budget Director

?Yk
AL/jc/bpb

Enclosure

cc: Fire Chief

Off ice of Management and Budget 300 Munj'!.-ipa~ BOUng Seatfle Wasnington 98104 (206) 684-8080 An equal opportun4y employer

"Pr~rl~ed or, Recycied Paper"
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