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AN ORDINANCE amending Section 26 of Ordinance 106107 (Seattle
Fire Code) to extend the time for compliance with fire
detection and alarm system requirements in certain
hotels and apartment houses.
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BE IT ORDAINED BY THE CITY OF SEATTLE AS FOLLOWS:
Section 1. That as of the effective date of Ordinance
106107, Section 26 thereof is amended to read as follows:

Section 26. (UFC Sec. 13.307, Fire Alarm Systems)

amended. Section 13.307 of the Uniform Fire Code is amended

to read as foliows:

Sec. 13.307° Fire Detection and Alarm Systems. {a)

Fire detection and alarm systems in designated occupancies

shall conform to the requirements of Schedule B, as follows:

Schedule B ~ Detection and Alarm Systems Requirements

Type of Qccupancy Detection and Alarm System Requirements

A Occupancy - The fire alarm system shall include manual

- stations, a means of notifying the Fire

- Department (See B Occupancy) and a voice

glarm systemn,

B Occupancy - Such cccupancies shall provide a means of

notifying the Fire Department such as pull

stations connected to an approved Fire Alarm

Central Station service or a municipal alarm

- box within 150 feet of the main entrance,

or identified non-pay telephones or other

approved means,

| C Occupancy - The fire alarm system shall include a

- manual pull station and heat detection in

~hazardous areas such as central boiler or

 furnace rooms, laundry rooms, handicraft

rooms, shops and storage rooms and automatic

-




(To be used for all Ordinances except Emergency.)

include the time and date of each drill held.

In educational occupancies fire drills shall include

complete evacuation of all persons from the building. In

institutional occupancies fire drills shall be conducted to

familiarize operating personnel with their assigned positions

of emergency duty, but complete evacuation of occupants from

the building at the time of the fire drill shall be required

only where it is practicable and does not involve moving or

disturbing persons under medical care.

Section...2 . This ordinance shall take effect and be in force thirty days from and after its passage and
approval, if approved by the Mayor; otherwr,se it shall take effect at the time it shall become a law under the
provisions of the city charter.
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provisicon to control elevatoxr, ventilation

and other emergency systems as determined;

(See Section 1807 of the Building

Code). Note: This requirement is

not retroagtive.

{b) Autbmatic sprinkler systems installed in occupancies

requiring a fire alarm system shall be connected to the fire

alarm systemn.

(c) Design, installation and maintenance of fire

detection and hlarm systems shall be in accordance with the

Seattle Electrical Code and with the reguirements of NFPA

Pamphlet No. 72A as adopted and amended by the Chief. ' The

Chief is authorized to accept automatic sprinklers as heat

detection, to vary the requirements of Schedule B for particular

building configurations, occupancy and exit conditions and

to require additional detection and alarms where in his

opinion unusual hazards or difficulty in escape from fire

or explosion exist,

{4y Fiﬁe detection and/or alarm systems shall Eg‘

under the supérvision of a responsible person who shall

ensure that required periodic tests and maintenance are

performed. The Chief is authorized to order any premises

vacated where a required fire detection and alarm system is

not maintained in good working condition.

(e) Fire Drills. Fire drills shall be held at least

- once a month in educational occupancies where such occupancies

constitute the major occupancy of a building and at least

once every two months in institutional occupancies where

such occupancies constitute the major occupancy of a building.

During severe weather, fire drills may be postponed. A

record of all fire drills shall be kept by the person in

charge of such occupancies. Records of fire drills shall

b




& 00 el Y G e W9

< bl R T S - T
N B RBEEBEKLO S A BB RS

25
26
27
28
29
30
31
32

-three or more stories shall have a

manual fire alarm system consisting of

pull stations, heat detection in hazardous

areas (see‘g Occupancy) and automatic

alarm sounding device(s); provided, that

in existing hotels which contain less

than 20 guest rooms and existing apartment

houses which contain less than 16 apartments,

and which comply with the minimum fire

safety standards of Section 4.12 of the

Housing Code, necessary alterations,

repairs and improvements to comply with

the.rgquiréﬁents of this paragraph 2)

shall be completed within 180 days

after notice by the Chief to comply

with such requirements, but in no

event later than July 1, 1978.

3 In addition to the above, H Occupancies

with non-ambulatory persons as residents

and H Occupancies used as dormitories or

for gimilar uses shall have smoke detection

in corridors and exitways connected to

the fire alarm system.

I Occupancy - See Section 1413 of the Building Code. This

 reqguirement is not retroactive. NFPA Pamphlet

E No. 74 should be used as a guide for detector

~ location.

High Rise Buiidings ~ The fire alarm system shall include

manual pull stations, smoke detection

at elevator and stairwell entrances,

automatic notification of the Fire

Department, a voice alarm system and

-3
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alarm sounding device(s). In addition, the

~ systems in Cl occupancies shall provide a

means of notifying the Fire Department (see B

Occupancy) .

D3 Occupancy~é Same as%C Occupancy above.

D1 and D2 Occupancies % Such occupancies shall provide

manual pull stations, heat

detection in hazardous areas (see

C Occupancy), smoke detection in

corridors, exit ways, air handling

systems and unsprinklered areas of

sprinklered buildings, a means of

notifying the Fire Department

{see B Occupancy) and a voice alarm

svstem,

E and F Occupancies - When there are more than 300 persons

H Occupancy -

above the floor of exit discharge

or 25 persons below the floor of

exit discharge, such occupancies

shall provide a manual alarm system

as reguired for C Occupancies.

1) Such occupancies shall provide the smoke

detector reguired by Section 1310 of the

Building Code, within the units when

cocking is permitted in the units. (Such

detectors are not part of a fire alarm

system and do not have to meet NFPA No.

72A reguirements., The regquirement for

these detectors is not retroactive.)

2) Hotels two or more stories and apartments




" The City of Seattle--Legislative Department

css 20,14,

MR. PRESIDENT: ' Date Reported
: and Adopled
Your Committee on  PLANNING & URBAN DEVELOPMENT MAY 181077
to which was referved C.B. 98400
ance 106107 (Seattle Fire Code)

Amending Section 26 of Ordin
to extend the time for compli
system requirements in certain

ance with fire detection and alarm
hotels and apartment houses.

RECOMMEND THAT THE SAME DO PASS

P&UD
Chairmen e eevmereevasessaeeseesseseetesseseRanei LSRR en iRy R Chalrman
Commities Commities



127 o .Affidavit of publication

STATE OF WASHINGTON
KING COUNTY-——SS.

The undersigned, on oath states that he is an
authorized representative of The Daily Journal of Commerce,
a daily newspaper, which newspaper is a legal newspaper
of general circulation and it is now and has been for more
than six months prior to the date of publication hereinafter
refered to, published in the English language continuously
as a daily newspaper in Seattle, King County, Washington,
and it is now and during all of said time was printed in an
office maintained at the aforesaid place of publication of
this newspaper. The Daily J ournal of Commerce was on the
12th day of June, 1841, approved as a legal newspaper by
the Superior Court of King County.

The notice in the exact form annexed, was published in
regular issues of The Daily Journal of Commerce, which was
vegularly distributed to its subsecribers during the below

stated period. The annexed oA Te R P —
Ordinance Yo, 106467

was published on WMay 24, 1977
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Subscribed and sworn te before me on

Mey 24, 1971
C,/; e 4""‘" /;:""/"l

LT T i ,‘v‘ N g iy s

Notary Public for the State of Washington,
residing in Seatitle.







